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1.0 - Introduction

OAC 552:517-13-2 requires the owner or operator of an existing or new CCR (Coal Combustion
Residual) landfill or any lateral expansion of a CCR landfill must design, construct, operate and
maintain:

(a) Run-on/run-off control systems. The owner or operator of an existing or new CCR landfill
or any lateral expansion of a CCR landfill must design, construct, operate, and maintain:

(1)  A run-on control system to prevent flow onto the active portion of the CCR unit during
the peak discharge from a 24-hour, 25-year storm; and
(2)  A run-off control system from the active portion of the CCR unit to collect and control at
least the water volume resulting from a 24-hour, 25-year storm.

(b) Run-off from active portion of CCR unit. Run-off from the active portion of the CCR unit
must be handled in accordance with the surface water requirements under OAC 252:517-13-6.

(c) Run-on and run-off control system plan.
(1) Content of the plan.  The owner or operator must prepare initial and periodic run-on
and  run-off control system plans for the CCR unit according to the timeframes specified in
paragraphs (c)(3) and (4) of this Section. These plans must document how the run-on and
run-off control systems have been designed and constructed to meet the applicable
requirements of this Section. Each plan must be supported by appropriate engineering
calculations. The owner or operator has completed the initial run-on and run-off control
system plan when the plan has been placed in the facility's operating record as required by
OAC 252:517-19-1(g)(3).
(2) Amendment of the plan.  The owner or operator may amend the written run-on and
run- off control system plan at any time provided the revised plan is placed in the facility's
operating record as required by OAC 252:517-19-1(g)(3). The owner or operator must
amend  the written run-on and run- off control system plan whenever there is a change in
conditions  that would substantially affect the written plan in effect.
(3  )Timeframes for preparing the initial plan.

(A) Existing CCR landfills. The owner or operator of the CCR unit must prepare the
initial run-on and run- off control system plan no later than October 17, 2016.
(B) New CCR landfills and any lateral expansion of a CCR landfill.  The owner or
operator must prepare the initial run-on and run-off control system plan no later than
the  date of initial receipt of CCR in the CCR unit.

(4) Frequency for revising the plan.  The owner or operator of the CCR unit must prepare
periodic run-on and run-off control system plans required by paragraph (c)(1) of this Section
every five years. The date of completing the initial plan is the basis for establishing the
deadline to complete the first subsequent plan. The owner or operator may complete any
required plan prior to the required deadline provided the owner or operator places the
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completed plan into the facility's operating record within a reasonable amount of time. In all
cases, the deadline for completing a subsequent plan is based on the date of completing the
previous plan. For purposes of this paragraph (c)(4), the owner or operator has completed a
periodic run-on and run-off control system plan when the plan has been placed in the
facility's operating record as required by OAC 252:517-19-1(g)(3).
(5) PE certification. The owner or operator must obtain a certification from a qualified
professional engineer stating that the initial and periodic run-on and run-off control system
plans meet the requirements of this Section.
(6) DEQ approval required. The owner or operator must submit the initial and periodic
run-on and run-off control system plans, and any subsequent amendment of the plans, to
the  DEQ for approval.

(d) Recordkeeping. The owner or operator of the CCR unit must comply with the  recordkeeping
requirements specified in OAC 252:517-19-1(g), the notification requirements  specified in OAC
252:517-19-2(g), and the internet requirements specified in OAC 252:517-19- 3(g).

As part of the Oklahoma Department of Environmental Quality (ODEQ) Tier II permit modification
for Permit No. FA3566010, a detailed engineering analysis was performed on the components
that comprise the stormwater system. This included a hydrologic analysis of the Landfill area
which was analyzed using Technical Reference 55 (WinTR-55) software from the Natural
Resources Conservation Service (See APPENDIX 2).

Landfill operations have installed and are currently maintaining many of the planned stormwater
control measures discussed in this plan.  Attached FIGURE 1 – Site Layout in APPENDIX 1
illustrates the general layout of the NHIW Landfill and the Stormwater Run-Off Pond (Basin C).

2.0 - Run-on Controls

The run-on control system designed to prevent flow onto the active portion of the landfill during
the peak discharge from a 24-hour, 25-year storm, must consider site conditions around the
landfill, outside of the landfill footprint, as well as site conditions within the landfill footprint.

2.1 Run-On Control Outside the Landfill Footprint
Built up perimeter berms/dikes with roadways around the landfill perimeter provide controls to
prevent run-on from outside the landfill footprint and perimeter roads.  Because the area around
the landfill is reasonably well-drained away from the landfill, there is limited potential for
stormwater drainage directed toward the landfill.  Perimeter drainage channels inside the diked
area were designed to handle the run-off from the operating and then closed landfill areas as their
primary purpose.  These perimeter channels are currently constructed, along with perimeter
containment berms that define the limits of the landfill ash disposal area/footprint.  The perimeter



Run-on and Run-off Control System Plan
Northeastern Plant NHIW Ash Landfill | Oologah, Oklahoma
February 2026 | Terracon Project No. 35257193

Facilities  | Environmental  |  Geotechnical  |  Materials 3

channels (see FIGURES 1 and 2), direct flow to the northeast end of the landfill to the stormwater
pond - Basin C. Discharges of stormwater collected in Basin C of the landfill are managed as part
of the facility Oklahoma Pollutant Discharge Elimination System (OPDES) program.

Surface water drainage calculations were performed to adequately size the side-slope benches
and down-slope channels that are incorporated into the final grades, and the perimeter channels
around the landfill footprint.  Storm water drainage calculations used a 24-hour, 25-year storm
event to generate storm water run-off from a vegetated final grade surface. The details of the
different stormwater systems can be found on FIGURE 3.

A perimeter drainage channel system handles storm water run-off flow from the down-slope
channels and the final cover cap.  The perimeter channels have a trapezoidal shape that was
modeled to handle the 24-hour, 25-year storm event.  The channels are sloped to drain into Basin
C to the northeast of the landfill.

2.2 Run-On Control Inside the Landfill Footprint
The Northeastern Ash Landfill was retrofitted with a compacted fly ash and geomembrane liner
and leachate collection system over existing wastes.  Four cells were created on top of the interim
liner system for waste deposition with collection of leachate.  The whole prepared area is
surrounded by a minimum five-foot high perimeter berm and the cells are separated by inter-cell
berms. Within the landfill footprint, limited operational run-on controls are used during filling.

Current fill operations have utilized the initial prepared cell (Cell 2) and parts of the northeastern
portion of Cell 1.  Run-on controls are utilized to prevent stormwater contact with waste filling
areas as detailed below and as presented on attached FIGURE 4. Additionally, the landfill intends
to cover the current fill area in Cell 2 along with Cells 3 and 4 with temporary rain blanket
geomembrane panels to inhibit the infiltration of leachate and erosion of existing materials.

The current fill plan results in utilizing specific prepared areas to accept CCRs while other areas
have been prepared to divert stormwater run-off using a system of berms, temporary rain
blankets, and temporary weirs along the landfill perimeter berm to allow run-off water to be
directed into the perimeter stormwater ditches. All fill phases will incorporate containment berms
that are either permanent berms or temporary internal berms to control run-off and run-on in the
operating area.

2.2.1 Cell 1 Active Filling Area
Cell 1 filling began in the mid-portion of Cell 1, tying in with Cell 2 and progressing to the
southwest.  Local run-on controls within the landfill cells are provided by the cells’ perimeter
berms.  The exterior storm water is directed into the perimeter graded drainage channels on all
sides of Cells 1, 2, 3, and 4 and will then be directed to the northeast side of the landfill into Basin
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C.  The stormwater entering the landfill on the west side of Cell 1 will drain to the northeast portion
and then over temporary weirs into the perimeter stormwater ditch, diverting run-on stormwater
into Basin C.  The stormwater entering the landfill west of Cell 2 drains south of Cells 3 and 4,
through the weir openings, and into the perimeter stormwater ditch, conveying non-contact run-
on stormwater into Basin C (see FIGURES 2 and 4).

3.0 - Run-off Controls

The run-off control system to prevent flow (contact water) from leaving the active portion of the
landfill during the peak discharge from a 24-hour, 25-year storm considers site conditions within
the active filling areas.  Run-off control consists of the following aspects:

 Perimeter containment berms
 Leachate collection system (LCS)
 Leachate disposal system
 Ash filling operation

Perimeter containment berms are provided around the active filling area to control run-on as
discussed above, but also serve to control run-off.  The perimeter berms incorporate temporary
weir openings that will be closed and lined with geomembrane once waste filling occurs in the
weir areas.  The landfill includes a collection system for contact water that percolates through the
waste (referred to as the leachate collection system) that is comprised of a composite drainage
layer and perforated collection piping which are part of the landfill intermediate liner system.
Collected percolated water is managed by a collection system, the leachate collection pipes,
conveyance piping, a lined leachate storage impoundment, and a final regulated discharge outlet.
The ash filling operation is managed such that contact water is directed to the collection system
features.  Details of the run-off control features are presented on the attached FIGURE 3.  The
following further describes the run-off control components.

3.1 Perimeter Containment Berms
The perimeter containment berms are constructed around the active-phase filling areas.  These
berms serve to contain the limits of active ash filling and provide a barrier and collection point for
run-off control.  The leachate collection system and ash filling operation use the berms as part of
their control systems as described below.

3.2 Leachate Collection System
The leachate collection system consists of a geocomposite drainage layer overlying the HDPE
geomembrane liner with a minimum of approximately 1.4 percent slope to the leachate collection
trenches, and a 2-ft. thick drainage layer/protective cover over the landfill floor and 1-ft. thick layer
over the slopes.  The LCS piping consists of 12-inch diameter perforated HDPE SDR-26 collection
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piping wrapped in a gravel protective/drainage envelope and will gravity drain at an approximate
minimum slope of 0.5 percent.  The composite liner system and leachate collection pipe network
slope to low points trenched along the interior of the perimeter containment berms, where the
collected run-off flows into conveyance pipes for the leachate system.  The leachate collection
pipe network spacing is a function of the base grade liner slope, drainage layer permeability, and
flow distance to collection pipes.  The Hydraulic Evaluation of Landfill Performance (HELP) model
and Flowmaster (Haestad Methods, Inc.) were used in evaluating the pipe spacing with respect
to contact water percolation to the leachate collection drainage layer, the minimum liner slope and
a flow distance to the collection piping.

3.3 Conveyance Piping to Leachate Impoundment
The leachate collection system drains toward the northeastern perimeter of the landfill area where
the pipes penetrate the landfill liner and continue to drain into the leachate impoundment.  The
pipes conveying leachate from the landfill into the leachate impoundment are 12-inch-diameter
Solid HDPE SDR-26 pipe. The conveyance pipes slope at a minimum 1% slope or greater toward
the leachate impoundment.

3.4 Leachate Impoundment
The leachate impoundment is on the northeastern side of the landfill.  The impoundment,
incorporating greater than 800,000 gallons of storage, was sized to store the leachate generated
from the landfill cells for greater than 120 days.  Peak daily leachate generation values derived
from HELP modeling were used in the design of the impoundment.  The impoundment is
approximately seven feet deep to provide storage of the leachate while maintaining a 3-ft
freeboard. The liquid in the leachate impoundment is pumped into tanker vehicles and distributed
over the lined waste disposal areas for suppression of dust.  The facility maintains a contract with
an underground injection company as a secondary means of leachate disposal that can be utilized
if needed.

3.5 Ash Filling Operation
The ash filling operation must be performed in a manner to provide run-off control within the
disposal cells such that the contact surface water reaches the leachate collection system.  This
involves grading the placed ash in a controlled manner to direct contact surface water flow toward
the leachate collection system in the interior portions of the disposal area.  For the Northeastern
Plant, stormwater that has had surface contact with the top of waste surface or temporary rain
blanket may be directed to the lined Basin C and processed along with non-contact stormwater
through the facility OPDES permitted discharge. Once wastes reaches the top of the outboard
perimeter berm slopes, the surface water that has contacted the top of waste may be released to
Basin C. In situations where the outboard slope is ready for closure, surface water that has
contacted the top of waste will be released over the perimeter berm, into the lined stormwater
ditches that flow to Basin C.  Once final cover has been placed over all fill areas, stormwater may
be released without treatment through Basin C or the facility OPDES permitted discharge.
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4.0 - Plan Review and Changes in Facility Configuration

The landfill Owner and/or Operator will review and evaluate this Plan every five (5) years from
initial plan preparation and when there are changes in the facility design, construction, operation,
or maintenance that materially affect the facility’s potential for run-on and run-off control:
Amendments to the Plan made to address changes of this nature are referred to as technical or
major amendments, and must be certified by a licensed P.E.  Non-technical amendments can be
performed by the facility owner and/or operator.

Technical and administrative amendments to the Plan will be documented on the Plan Review
Log.  The Owner/Operator will make the necessary revisions to the Plan as soon as possible, but
no later than six months after the change occurs.  The Plan must be implemented as soon as
possible following a technical amendment, but no later than six months from the date of the
amendment.  The AEP Designated Person is responsible for initiating and coordinating revisions
to the Run-on and Run-off Control System Plan.

Scheduled reviews and Plan amendments will be recorded in the Plan Review Log provided in
APPENDIX 3.  The log will be completed even if no amendment is made to the Plan as a result
of the review.

5.0 - Professional Engineer Certification

The original plan and all reviews and amended plans must obtain certification from a qualified
professional engineer stating that the initial and periodic run-on and run-off control system plans
meet the requirements of OAC 552:517-13-2.  This certification in no way relieves the owner or
operator of the facility of his/her duty to fully implement this Plan.  The Professional Engineer
Certification page is provided in APPENDIX 4.
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APPENDIX 1: FIGURES



>
>

>
>

>
>

>

> > > > > > > > > > > > > > > >
>

>

MW-1S
MW-1D

MW-2D

MW-2S

MW-3S

MW-3D

MW-4S

MW-4D

MW-5S

MW-5D

MW-6S

MW-6D

MW-7S
MW-7D

30204

MW-10S

MW-11S

MW-12S

MW-12D

MW-9S

MW-9D

MW-10S

MW-10D

MW-11D

MW-12S

MW-12D

MW-13S

MW-13D

DUAL 36" RCP
CULVERTS

DUAL 36" RCP
CULVERTS

LEACHATE
IMPOUNDMENT

BASIN C
STORMWATER MANAGEMENT

IMPOUNDMENT WITH
GEOMEMBRANE LINER

>
>

>
>

>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>

> >

>

>

>
>

>
>

>

>

>

>
>

>
>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>
>

>

>

PERIMETER DITCH

PERIMETER DITCH

N

SCALE: 1" = 250'

0250 250125

LEGEND:

ORIGINAL PERMITTED WASTE BOUNDARY

EXISTING APPROXIMATE PROPERTY BOUNDARY

EXISTING CONTOURS

CURRENT WASTE BOUNDARY

PROPOSED TOP OF CLOSURE TURF CONTOURS

DESIGNED BY:

SCALE:
APPVD. BY:
DRAWN BY:

DATE:

SHEET NO.:

JOB NO.

OF

BY
DE

SC
RI

PT
IO

N
DA

TE
RE

V.

ACAD NO.

25
80

9 I
-3

0 S
OU

TH
BR

YA
NT

, A
R 

72
02

2
FA

X.
 (5

01
) 8

47
-9

21
0

PH
. (

50
1)

 84
7-

92
92

C
RQ

VX
OWL

QJ
 E

QJ
LQ

HH
UV

 D
QG

 S
FL

HQ
WLV

WV

C
:\U

SE
R

S\
D

AP
O

TT
ER

\O
N

ED
R

IV
E 

- T
ER

R
AC

O
N

 C
O

N
SU

LT
AN

TS
 IN

C
\C

IV
IL

 3
D

 P
R

O
JE

C
TS

 2
\O

W
EN

\A
EP

\3
52

57
19

3\
PE

R
M

IT
 M

O
D

\S
SA

\S
SA

 F
IG

U
R

E 
- 0

01
-0

03
.D

W
G

NO
RT

HE
AS

TE
RN

 P
OW

ER
 S

TA
TI

ON

FIGURE 1

001
216-003-35257193
2/6/26
1" = 250'
FOC
DAP
DAP

41

OK
LA

HO
MA

OO
LO

GA
H

SI
TE

 LA
YO

UT

PU
BL

IC
 S

ER
VI

CE
 C

OM
PA

NY
 O

F 
OK

LA
HO

MA
RU

N-
ON

 A
ND

 R
UN

-O
FF

 C
ON

TR
OL

 S
YS

TE
M 

PL
AN

(PERMIT #: 3566010)

PERIMETER STORMWATER DITCH>>>>

AutoCAD SHX Text
637.88

AutoCAD SHX Text
634.22

AutoCAD SHX Text
599.47

AutoCAD SHX Text
104

AutoCAD SHX Text
107

AutoCAD SHX Text
105

AutoCAD SHX Text
640



>
>

>
>

>
>

>

> > > > > > > > > > > > > > > >
>

>

MW-1S
MW-1D

MW-2D

MW-2S

MW-3S

MW-3D

MW-4S

MW-4D

MW-5S

MW-5D

MW-6S

MW-6D

MW-7S
MW-7D

30204

MW-10S

MW-11S

MW-12S

MW-12D

MW-9S

MW-9D

MW-10S

MW-10D

MW-11D

MW-12S

MW-12D

MW-13S

MW-13D

>
>

>
>

>

> > > > > >

>
>

>
>

>

>

>

>

>

>

>
>

>

>

>
>

>

>
>

>
>

>
>

>
>

>
>

>
>

>

> > > > > > > >

>
>

>
>

>

>
>

>
>

>

>

>

>

>

>

>

>

>

>

>

>
>

>

>

>

>
>>>>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>

>
>

>
>

>
>

>
>

>
>

>

> > > > > > > > >
>

>

>
>>>>>>>

>
>

>

>

>

>

>

>

>

>

>

>
>

>
>

>
>

>
>

>

>

>

>

>

>

SUB-1A
1.43 ac
PEAK RUNOFF: 8.33 cfs
TOTAL RUNOFF: 6.86 in

BENCH-1A
CAPACITY: 12.34 cfs
PEAK FLOW: 7.77 cfs

SUB-1B
0.93 ac
PEAK RUNOFF: 5.41 cfs
TOTAL RUNOFF: 6.86 in

BENCH-1B
CAPACITY: 14.33 cfs
PEAK FLOW: 5.31 cfs

SUB-1D
1.67 ac
PEAK RUNOFF: 9.99 cfs
TOTAL RUNOFF: 6.86 in

BENCH-1D
CAPACITY: 7.78 cfs
PEAK FLOW: 6.06 cfs

SUB-1F
2.63 ac
PEAK RUNOFF: 15.77 cfs
TOTAL RUNOFF: 6.86 in

BENCH-1F
CAPACITY: 7.75 cfs
PEAK FLOW: 5.99 cfs

SUB-1E
1.20 ac
PEAK RUNOFF: 7.22 cfs
TOTAL RUNOFF: 6.86 in

BENCH-1E
CAPACITY: 7.56 cfs
PEAK FLOW: 5.73 cfs

SUB-3A
0.57 ac

PEAK RUNOFF: 2.93 cfs
TOTAL RUNOFF: 5.86 in

BENCH-3A
CAPACITY: 11.41 cfs
PEAK FLOW: 3.38 cfs

SUB-3C
3.18 ac

PEAK RUNOFF: 16.37 cfs
TOTAL RUNOFF: 5.86 in

BENCH-3C
CAPACITY: 7.96 cfs

PEAK FLOW: 6.30 cfs

SUB-3D
1.36 ac
PEAK RUNOFF: 7.02 cfs
TOTAL RUNOFF: 5.86 in

BENCH-3D
CAPACITY: 7.80 cfs
PEAK FLOW: 6.10 cfs

SUB-3B
0.68 ac
PEAK RUNOFF: 3.48 cfs
TOTAL RUNOFF: 5.86 in

BENCH-3B
CAPACITY: 8.51 cfs
PEAK FLOW: 3.95 cfs

LETDOWN-1
AREA: 8.97 ac
MIN. CAPACITY: 159.51
DISCHARGE: 84.41 cfs

LETDOWN-3
AREA: 5.79 ac

MIN. CAPACITY: 159.51
DISCHARGE: 18.64

SUB-1C
1.11 ac
PEAK RUNOFF: 6.64 cfs
TOTAL RUNOFF: 6.86 in

BENCH-1C
CAPACITY: 7.96 cfs
PEAK FLOW: 6.29 cfs

DUAL 36" RCP
CULVERTS

DUAL 36" RCP
CULVERTS

LEACHATE
IMPOUNDMENT

BASIN C
STORMWATER MANAGEMENT

IMPOUNDMENT WITH
GEOMEMBRANE LINER

>
>

>
>

>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>

> >

>

>

>
>

>
>

>

>

>

>
>

>
>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>
>

>

>

PERIMETER DITCH

PERIMETER DITCH

SUB-1A

SUB-1B

SUB-1C

SUB-1D

SUB-1E

SUB-1F

SUB-2A

SUB-2B

SUB-2C

SUB-2E

SUB-2D

SUB-2F

SUB-3A
SUB-3B

SUB-3C SUB-3D

SUB-2E
1.61 ac

PEAK RUNOFF: 8.30 cfs
TOTAL RUNOFF: 5.86 in

BENCH-2E
CAPACITY: 7.74 cfs

PEAK FLOW: 6.56 cfs

SUB-2C
0.76 ac
PEAK RUNOFF: 3.92 cfs
TOTAL RUNOFF: 5.86 in

BENCH-2C
CAPACITY: 8.50 cfs
PEAK FLOW: 4.19 cfs

SUB-2A
0.38 ac

PEAK RUNOFF: 1.90 cfs
TOTAL RUNOFF: 5.86 in

BENCH-2A
CAPACITY: 11.84 cfs

PEAK FLOW: 2.24 cfs

SUB-2B
1.21 ac

PEAK RUNOFF: 5.96 cfs
TOTAL RUNOFF: 5.86 in

BENCH-2B
CAPACITY: 11.69 cfs

PEAK FLOW: 6.47 cfs

SUB-2D
3.73 ac

PEAK RUNOFF: 19.21 cfs
TOTAL RUNOFF: 5.86 in

BENCH-2D
CAPACITY: 7.89 cfs

PEAK FLOW: 6.20 cfs

SUB-2F
2.89 ac

PEAK RUNOFF: 14.89 cfs
TOTAL RUNOFF: 5.86 in

BENCH-2F
CAPACITY: 7.89 cfs

PEAK FLOW: 6.20 cfs

LETDOWN-2
AREA: 10.58 ac

MIN. CAPACITY: 159.51
DISCHARGE: 30.75

N

SCALE: 1" = 250'

0250 250125

LEGEND:

ORIGINAL PERMITTED WASTE BOUNDARY

EXISTING APPROXIMATE PROPERTY BOUNDARY

EXISTING CONTOURS

CURRENT WASTE BOUNDARY

PROPOSED TOP OF CLOSURE TURF CONTOURS

STORMWATER DIVERSION BENCH>>>>

SUBBASIN 1 (8.97 acres)

SUBBASIN 2 (10.58 acres)

SUBBASIN 3 (5.79 acres)

DESIGNED BY:

SCALE:
APPVD. BY:
DRAWN BY:

DATE:

SHEET NO.:

JOB NO.

OF

BY
DE

SC
RI

PT
IO

N
DA

TE
RE

V.

ACAD NO.

25
80

9 I
-3

0 S
OU

TH
BR

YA
NT

, A
R 

72
02

2
FA

X.
 (5

01
) 8

47
-9

21
0

PH
. (

50
1)

 84
7-

92
92

C
Rn

sX
OWi

nJ
 E

nJ
in

HH
Us

 a
nG

 S
ci

Hn
Wis

Ws

C
:\U

SE
R

S\
D

AP
O

TT
ER

\O
N

ED
R

IV
E 

- T
ER

R
AC

O
N

 C
O

N
SU

LT
AN

TS
 IN

C
\C

IV
IL

 3
D

 P
R

O
JE

C
TS

 2
\O

W
EN

\A
EP

\3
52

57
19

3\
PE

R
M

IT
 M

O
D

\S
SA

\S
SA

 F
IG

U
R

E 
- 0

01
-0

03
.D

W
G

NO
RT

HE
AS

TE
RN

 P
OW

ER
 S

TA
TI

ON

FIGURE 2

001
216-003-35257193
2/6/26
1" = 250'
FOC
DAP
DAP

42

OK
LA

HO
MA

OO
LO

GA
H

ST
OR

MW
AT

ER
 M

AN
AG

EM
EN

T 
PL

AN

PU
BL

IC
 S

ER
VI

CE
 C

OM
PA

NY
 O

F 
OK

LA
HO

MA
RU

N-
ON

 A
ND

 R
UN

-O
FF

 C
ON

TR
OL

 S
YS

TE
M 

PL
AN

(PERMIT #: 3566010)

PERIMETER STORMWATER DITCH>>>>

8
B

5 / 6

8
C

5 / 6
8

G
5 / 6

8
D

5 / 6

12
S

7
TYPICAL

AutoCAD SHX Text
637.88

AutoCAD SHX Text
634.22

AutoCAD SHX Text
599.47

AutoCAD SHX Text
104

AutoCAD SHX Text
107

AutoCAD SHX Text
105

AutoCAD SHX Text
640



DESIGNED BY:

SCALE:
APPVD. BY:
DRAWN BY:

DATE:

SHEET NO.:

JOB NO.

OF

BY
DE

SC
RI

PT
IO

N
DA

TE
RE

V.

ACAD NO.

25
80

9 I
-3

0 S
OU

TH
BR

YA
NT

, A
R 

72
02

2
FA

X.
 (5

01
) 8

47
-9

21
0

PH
. (

50
1)

 84
7-

92
92

C
on

su
lti

ng
 E

ng
in

ee
rs

 a
nd

 S
ci

en
tis

ts

C
�?U

SE
R

S?
D

AP
O

TT
ER

?O
N

ED
R

IV
E 

- T
ER

R
AC

O
N

 C
O

N
SU

LT
AN

TS
 IN

C
?C

IV
IL

 3
D

 P
R

O
-E

C
TS

 2
?O

W
EN

?A
EP

?3
52

57
1�

3?
PE

R
M

IT
 M

O
D

?S
SA

?S
SA

 F
IG

U
R

E 
- �

�1
-�

�3
.D

W
G

NO
RT

HE
AS

TE
RN

 P
OW

ER
 S

TA
TI

ON

FIGURE 3

001
216-003-35257193
2/6/26
1" = 250'
FOC
DAP
DAP

43

OK
LA

HO
MA

OO
LO

GA
H

ST
OR

MW
AT

ER
 C

ON
TR

OL
 D

ET
AI

LS

PU
BL

IC
 S

ER
VI

CE
 C

OM
PA

NY
 O

F 
OK

LA
HO

MA
RU

N-
ON

 A
ND

 R
UN

-O
FF

 C
ON

TR
OL

 S
YS

TE
M 

PL
ANDETAIL C

STORMWATER LETDOWN STRUCTURE

1
4

NOTE�
1. THE TOP 6 INCHES OF THE

INTERMEDIATE COVER MUST BE
SCREENED AND FREE OF
PARTICLES GREATER THAN 1
INCH IN DIAMETER

WASTE

SECTION
SCALE: N.T.S. 5/6 8

A

TYPICAL FINAL COVER

DETAIL B

STORMWATER DIVERSION BENCHWASTE

8
A

4 / 5

1
4

1
4

6"

15'

1
2

6'

2.5'

WASTE

8
F

6

.X

SPACING BETWEEN CHECK DAMS

SECTION A - A

VIEW LOOKING UPSTREAM

POINT 'A' POINT 'B'

A

A

1.25'
21

1

1

3.75'

SPACING VARIES

2.5'

FLOW
12" RIP RAP

DETAIL F

ROCK CHECK DAM

1.25'

PERIMETER DITCH

4
1

SECTION
SCALE: N.T.S. 5/6 8

D

FINAL COVER TIE-IN

3
1

DISTANCE VARIES

2%

EXISTING
PERIMETER

ROAD

GENERAL FILL MATERIAL

WASTE

8
A

4 / 54
1

1'-0"

1'-
0"

8
B

4 / 5

8
C

4 / 5

DETAIL E

STORMWATER DIVERSION BENCH AND LETDOWN STRUCTURE INTERSECTION

8
F

5

WASTE

8
A

4 / 5

1
4

1
410'1' 1'

DETAIL G

LANDFILL ACCESS ROAD

6'

15'

5�-MIL LLDPE SUPER GRIPNET
GEMEMBRANE

2 - WOVEN
GEOTEXTILES

S<NTHETIC GRASS - WEATHER RESISTANCE <ARNS�GRASS
POL<ETH<LENE WITH STABILI=ED U.V. POL<ETH<LENE
<ARNS ARE STITCHED TO BOTH GEOTEXTILES

S<NTHETIC GRASS - WEATHER RESISTANCE <ARNS�GRASS POL<ETH<LENE
WITH STABILI=ED U.V. POL<ETH<LENE <ARNS ARE STITCHED TO BOTH
GEOTEXTILES

2 - WOVEN
GEOTEXTILES

INTERMEDIATE COVER SOIL

MINIMUM �.5" SAND INFILL LA<ER
5�-MIL LLDPE SUPER GRIPNET

GEMEMBRANE

MINIMUM �.5" SAND INFILL OVER
S<NTHETIC GRASS

12" INTERMEDIATE COVER

T<PICAL FINAL COVER

                     SLOPE 1�

ROCK CHECK DAM

T<PICAL FINAL COVER

RIP RAP

ANCHOR TRENCH

GEOMEMBRANE

GEOMEMBRANE

CUT-OFF WALL

                     SLOPE 2�

STORMWATER
DIVERSION BENCH

LETDOWN STRUCTURE

ROCK CHECK DAM

2 - WOVEN
GEOTEXTILES

S<NTHETIC GRASS - WEATHER RESISTANCE <ARNS�GRASS POL<ETH<LENE WITH
STABILI=ED U.V. POL<ETH<LENE <ARNS ARE STITCHED TO BOTH GEOTEXTILES

MINIMUM �.5" SAND INFILL OVER
S<NTHETIC GRASS

EXTRUSION WELD TO
EXISTING GEOMEMBRANE

T<PICAL FINAL COVER

2�

65�

6��

655

��
1

��
1

3.
33

�

2�1 2�1

2�

SLOPE 1� TO
LETDOWN STRUCTURES

6�5

WASTE

WASTE

1' CRUSHED GRAVEL

DETAIL S

TYPICAL PIPE TRENCH DETAIL

F.G. - AGGREGATE BASE OR TOPSOIL

PI
PE

 D
IA

.

12" MIN.

3" MIN. (6" MIN. IN ROCK)

STRUCTURAL BACKFILL SHALL BE
CRUSHED STONE OR GRAVEL MATERIAL
MEETING T<PE A AS SPECIFIED IN ODOT
SPECIFICAITON 7�3.�1

BACKFILL
MATERIAL

Do

12"MIN.

SELECTED PIPE BEDDING
(BACKFILL OF UNDERCUT IF
DIRECTED B< ENGINEER)

MIDDLE STRUCTURAL
BEDDING LOOSEL< PLACED

UNCOMPACTED

AutoCAD SHX Text
SCALE: N.T.S.

AutoCAD SHX Text
5/6

AutoCAD SHX Text
8

AutoCAD SHX Text
~

AutoCAD SHX Text
~

AutoCAD SHX Text
SCALE: N.T.S.

AutoCAD SHX Text
5/6

AutoCAD SHX Text
8

AutoCAD SHX Text
~

AutoCAD SHX Text
~

AutoCAD SHX Text
~

AutoCAD SHX Text
~

AutoCAD SHX Text
SCALE: N.T.S.

AutoCAD SHX Text
6

AutoCAD SHX Text
8

AutoCAD SHX Text
~

AutoCAD SHX Text
~

AutoCAD SHX Text
SCALE: N.T.S.

AutoCAD SHX Text
5/6

AutoCAD SHX Text
8

AutoCAD SHX Text
~

AutoCAD SHX Text
~

AutoCAD SHX Text
SCALE: N.T.S.

AutoCAD SHX Text
5/6

AutoCAD SHX Text
8

AutoCAD SHX Text
~

AutoCAD SHX Text
~

AutoCAD SHX Text
~

AutoCAD SHX Text
~

AutoCAD SHX Text
SCALE: N.T.S.

AutoCAD SHX Text
7

AutoCAD SHX Text
12

AutoCAD SHX Text
%%URCP STORM DRAIN TRENCH DETAIL - TYPICAL

AutoCAD SHX Text
N.T.S



64
0

614

62
2

614

616
618

620

622

624

62
8

626

630

628

636
638

634

632

63
4

63
0

636

63
0

64
0

640

62
4

62
0 61

8

62
6

63
0

63
2

63
6

638

634

63
8

622
628

618
626

620

630

630

64
0

64
0

64
0

63
8

63
063

863
8

630

62
0

628

620

628

620

620

620

63
0

620

620

61
6

62
6

>
>

>
>

>
>

>
>

>
>

>
>

>
> > > > > > > > > > > > > > > > > > > > > > > > > >

>
>

>

MW-1S
MW-1D

MW-3S

MW-3D

MW-5S

MW-5D

MW-6S

MW-6D

MW-7S
MW-7D

DUAL 36" RCP
CULVERTS

DUAL 36" RCP
CULVERTS

LEACHATE
IMPOUNDMENT

BASIN C
STORMWATER MANAGEMENT

IMPOUNDMENT WITH
GEOMEMBRANE LINER

>
>

>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
>

>
> >

>
>

>
>

>
>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>

>
>

>

>

>

>

PERIMETER DITCH

CURRENT FILL AREA

APPROX. LOCATION
STORMWATER WEIR

APPROX. LOCATION
STORMWATER WEIR

AREA UPSLOPE FROM CELL 2
ROUTED TO TEMPORARY WEIR

APPROX. 4-FT HIGH
RUN-ON DIVERSION BERM

APPROX. 4-FT HIGH
RUN-ON DIVERSION BERM

N

SCALE: 1" = 150'

0150 15075

LEGEND:

ORIGINAL PERMITTED WASTE BOUNDARY

EXISTING APPROXIMATE PROPERTY BOUNDARY

EXISTING CONTOURS

CURRENT WASTE BOUNDARY

BOTTOM LINER CONTOURS

DESIGNED BY:

SCALE:
APPVD. BY:
DRAWN BY:

DATE:

SHEET NO.:

JOB NO.

OF

BY
DE

SC
RI

PT
IO

N
DA

TE
RE

V.

ACAD NO.

25
80

9 I
-3

0 S
OU

TH
BR

YA
NT

, A
R 

72
02

2
FA

X.
 (5

01
) 8

47
-9

21
0

PH
. (

50
1)

 84
7-

92
92

C
RQ

VX
OWL

QJ
 E

QJ
LQ

HH
UV

 D
QG

 S
FL

HQ
WLV

WV

C
:\U

SE
R

S\
D

AP
O

TT
ER

\O
N

ED
R

IV
E 

- T
ER

R
AC

O
N

 C
O

N
SU

LT
AN

TS
 IN

C
\C

IV
IL

 3
D

 P
R

O
JE

C
TS

 2
\O

W
EN

\A
EP

\3
52

57
19

3\
PE

R
M

IT
 M

O
D

\S
SA

\S
SA

 F
IG

U
R

E 
- 0

04
.D

W
G

NO
RT

HE
AS

TE
RN

 P
OW

ER
 S

TA
TI

ON

FIGURE 4

001
216-003-35257193
2/6/26
1" = 150'
FOC
DAP
DAP

44

OK
LA

HO
MA

OO
LO

GA
H

CU
RR

EN
T 

FI
LL

 A
RE

A

PU
BL

IC
 S

ER
VI

CE
 C

OM
PA

NY
 O

F 
OK

LA
HO

MA
RU

N-
ON

 A
ND

 R
UN

-O
FF

 C
ON

TR
OL

 S
YS

TE
M 

PL
AN

(PERMIT #: 3566010)

PERIMETER STORMWATER DITCH>>>>

CELL BOUNDARY

AutoCAD SHX Text
637.88

AutoCAD SHX Text
104

AutoCAD SHX Text
640



Run-on and Run-off Control System Plan
Northeastern Plant NHIW Ash Landfill | Oologah, Oklahoma
February 2026 | Terracon Project No. 35257193
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APPENDIX 2: STORMWATER CALCULATIONS
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CALCULATIONS BY: Heath Lockley, E.I. – Project Engineer 

    F. Owen Carpenter, P.E. – Senior Project Manager 
Terracon Consultants, Inc. 

    25809 Interstate 30 South 
    Bryant, Arkansas  72022 
    (501) 847-9292 

 
MODELS :  TR-55, (USDA) Urban Hydrology for Small Watersheds, Version 1.00.08  
  Flowmaster, (Haestad Methods, Inc.), Version 5.10 
  Microsoft Excel, (Microsoft Corporation), 2002 Edition 
  HELP, (EPA) Hydraulic Evaluation of Landfill Performance, Version 3.07      
 
ANALYSIS: 
 
Detailed engineering analysis was performed on the components that comprise the stormwater system.  The 
components analyzed for this permit modification include: 
 

1. Mid-Slope Berms 
 
2. Letdown Structures 
  
3. Perimeter Ditches 

 
4. Culverts 

 
5. Existing Pond 

 

The hydrologic analysis was performed utilizing a 25-year, 24-hour rainfall event.  The program TR-55 
(USDA) Urban Hydrology for Small Watersheds, Version 3.07 was utilized in performing the hydrologic 
analysis.  The analysis was performed for the predevelopment and post development conditions at the 
Facility.   A conservative approach was taken while completing the analysis for each scenario.    
 
The Flowmaster Software (Haestad Methods) was utilized to calculate the capacity of the letdown structures, 
perimeter ditches and pipes.  These results were evaluated using TR-55 output to make sure that the 
structures had adequate capacity.   
 
Microsoft Excel was utilized to approximate the minimum size of the sedimentation pond for the 
corresponding proposed watershed modification.    
 
HELP was used to determine stormwater quantities for the landfill.  Runoff, evapotranspiration and infiltration 
were calculated for a typical year.  Runoff numbers were used to complete the Stormwater and Leachate 
Quantity Calculations table.  The table was completed using 2 different scenarios involving in-place waste. 
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PARAMETERS USED IN THE ANALYSES: 
 
The following are the lists of parameters that were considered for the stormwater management: 
 
TR-55 
 
Based on OAC  252:515-17-2, a 25-year, 24-hour rainfall event was considered for the proposed modification 
area.  The proposed modification area was first segregated into watersheds, and the areas were 
approximated.  The following FIGURE 1, from the TR-55 manual, depicts the approximate geographic 
boundaries for the NRCS (SCS) rainfall distributions. 
 

 
FIGURE 1 

APPROXIMATE RAINFALL DISTRIBUTIONS 
 

From the above figure, it was determined that the Landfill would fall into the Type II rainfall distribution as 
published by the National Weather Service.  The following FIGURE 2, is a depiction of a 25-year, 24-hour 
rainfall. 

Public Service Company of Oklahoma 
Oologah, Oklahoma
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FIGURE 2 
25 Year, 24 Hour Rain 

 
From the above figure it was estimated that for analysis that a 7.1 inch rainfall would be used for the 
generation of the hydrograph.    
 
A conservative approach was used for the determination of the hydrologic soil group for the final cover of the 
landfill.  The conditions at the site were modeled by using the hydrologic soil group C and choosing newly 
graded area and continuous grass for the land use.  The weighted curve number was approximately 74.  
Newly graded areas were used to design the ditches to carry the flow from the landfill during construction and 
while filling the landfill.  Lower curve numbers were used to design final cover drainage systems with grass 
maintained areas. Smooth surface conditions were used to provide a larger peak flow and safety factor.  The 
peak flows computed by TR-55 were inserted into the Flowmaster program to complete the design of the 
structures. 
 

American Electric Power 
Oologah, Oklahoma
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FLOWMASTER 
 
The parameters for Flowmaster, Haestad Methods model included using Manning’s equation and Manning’s 
coefficient for the appropriate surface.  The following is the Manning’s equation that was used to estimate the 
capacity of the proposed mid-slope berms, perimeter ditches and pipes. 
 

2/13/249.1
SAR

n
Q   

Where: 
 
Q = flow of the fluid 
 
n = Manning’s coefficient  
 
A = cross sectional area of the fluid 
 
R = Hydraulic Radius 
 
S = the head loss per unit length of channel, approximated by the channel slope 
 
Once the flow capacity was determined from the Manning’s Equation it was compared to the peak discharge 
for the area from the TR-55 output to confirm that it was more than adequate to sustain the predicted flow. 
 
MICROSOFT EXCEL 
 
Microsoft Excel was used to input calculations to determine if the existing pond would be able to hold a 25 
year, 24 hour storm.  A conservative method was used to estimate the capabilities of the pond.  Evaporation 
and infiltration were not accounted for, providing a needed capacity assuming 100 percent runoff. 
 
HELP MODEL 
 
HELP was used to provide evapotranspiration, infiltration and runoff values for the worst case scenario of the 
proposed modification.  The values were used to approximate the quantity of leachate and stormwater that 
would accumulate over a year.  
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SUMMARY OF RESULTS:

The following sections summarize the results from the stormwater calculations.  Calculation printouts can be
seen in the attachments as follows:

ATTACHMENT A Mid-Slope Berms and Letdown Structures
ATTACHMENT B Perimeter Ditches and Culverts
ATTACHMENT C Stormwater Quantities
ATTACHMENT D OPDES Permit No. OK0034380

MID-SLOPE BENCHES (REVISED FEBRUARY 2026)

The mid-slope stormwater benches were designed to convey stormwater from a maximum acreage of 3.73
(Subbasin-2D) to the letdown structures. The benches will be 15’ wide and 0.5’ deep, with an uphill slope of
4H:1V (FIGURE 3). The mid-slope bench with the largest estimated flow will need to have a flow capacity of
approximately 8 cfs (Bench-1A).  For the same bench, a maximum of approximately 12 cfs will be able to flow
down the mid-slope benches at an estimated 1 percent slope.

LETDOWN STRUCTURES (REVISED FEBRUARY 2026)

The rip-rap letdown structures will direct the water from the mid-slope berms to the perimeter ditches. The
proposed design will route the flow from 8.97 acres to letdown structure having a maximum flow of 84.41 cfs.
The letdown structures are designed to carry  minimum of 159.51 cfs on a minimum 2 percent slope
(FIGURE 3), providing a safety factor.  The letdown structures will be a minimum of 14 feet wide at the top
and have a 4 foot bottom.  The side slopes will be approximately at a 2H:1V slope.  The letdown structures
will be a minimum of 2 feet deep.

PERIMETER DITCHES

Peak discharges for the areas needing perimeter ditches were calculated by TR-55 for a 25-year, 24-hour
rainfall event.  Peak flow for the north ditch approximately 93 cfs. The capacity of the north ditch is a
minimum of approximately 185 cfs. The west ditch will carry minimal stormwater to the southeast ditch. TR-55
determined that the west and southeast ditch would have a flow of approximately 168 cfs. The southeast
ditch will convey roughly 185 cfs. The typical trapezoidal ditch section will have a 4 foot flat bottom with 2:1
side slopes.
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CULVERTS 
 
There will be 2 sets of reinforced concrete pipes (RCP) directing stormwater flow into the existing pond.  The 
pipes will direct water from the perimeter ditches to the existing stormwater collection basin (Basin C).  
Haestad Methods was used to calculate the required pipe size.  The perimeter ditches have maximum flow of 
approximately 170 cfs.  In both cases two 36 inch pipes at 2.8% slope (min. required slope = 1.6%) will be 
used to convey the stormwater to Basin C.  Two 36” RCP pipes will carry a maximum flow of roughly 223 cfs 
at 2.8% slope. 
 
BASIN C 
 
The existing stormwater flow conditions were analyzed using TR-55.  TR-55 calculated the existing flow 
around the landfill from a 25 year, 24 hour storm.  The runoff was routed to Basin C in the northeast corner of 
the landfill.  The capacity of Basin C was determined to be approximately 12,768,921 gallons at a constant 
elevation of 616 feet.  The accumulated rainfall from a 25 year, 24 hour storm was roughly 8,272,686 gallons.  
A 25 year, 24 hour storm can be held in the stormwater pond if the elevation before the storm is 
approximately 611 feet.  The perimeter berm surrounding the Landfill and the stormwater pond will be at an 
approximate elevation of 620 feet providing four feet of freeboard after the storm.  OAC 252:515-17-2(2) 
requires that a run-off control system be in place that can collect and control stormwater resulting from a 25 
year, 24 hour storm.  The existing stormwater pond has enough capacity to contain a storm of that magnitude 
without pumping.  Stormwater approximate annual totals can be seen in ATTACHMENT C.  The totals were 
calculated using the HELP and TR-55 Models provided in this Permit Modification Application. 
 
REGULATORY REQUIREMENTS: 
 
RUN-ON CONTROL SYSTEM 
 
OAC 252:515-17-2(1) states that a run-on control system must be in place to prevent flow onto active 
portions of the facility during peak discharge from a 24-hour, 25 year storm. 
 
The active portions of the site will be contained by the perimeter berms which function as roads around the 
active area.  The runoff from the perimeter roads will be treated as stormwater from the active areas and is 
considered insignificant.  Run-on flow will not be directed onto the landfill.  If minimal run-on does occur due 
to unusual rainfall events, the run-on will be routed around the landfill in the perimeter ditches and treated 
with stormwater from the active areas.   
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OPDES PERMIT 
   
AEP has an existing OPDES Permit (Permit No. OK0034380).  AEP will comply with all discharges 
requirements of OAC:515-17-3.  The existing OPDES Permit is presented in ATTACHMENT D. 
 
PERMIT DRAWINGS: 
 
The Stormwater Management Plan is presented on Drawing 7 of 12 - Stormwater Management Plan of the 
Permit Drawings.  Details of the stormwater handling features are also shown on Drawings 12 of 12. 
     



PSO ■ Northeastern Power Station  
Permit Modification Application ■ Volume 3 – Appendix D 
September 2011 ■ Terracon Project No. 35107130 
 

Responsive ■ Resourceful ■ Reliable 

ATTACHMENT A 
MID-SLOPE BERMS AND LETDOWN STRUCTURES

REVISED FEBRUARY 2026



Project Description

SSA.SPF

Project Options

CFS
Elevation
SCS TR-20
SCS TR-55
Hydrodynamic
YES
NO

Analysis Options

00:00:00 0:00:00
00:00:00 0:00:00
00:00:00 0:00:00
0 days
0 01:00:00 days hh:mm:ss
0 00:05:00 days hh:mm:ss
0 00:05:00 days hh:mm:ss
30 seconds

Number of Elements
Qty
1
16
36
33
3
0
0
0
33
33
0
0
0
0
0
0
0

Rainfall Details

SN Rain Gage Data Data Source Rainfall Rain State County Return Rainfall Rainfall
ID Source ID Type Units Period Depth Distribution

(years) (inches)
1 Rain Gage-01 Time Series 25 Cumulative inches Oklahoma Rogers 25.00 7.10 SCS Type III 24-hr

Antecedent Dry Days .................................

File Name ................................................

Flow Units ...............................................
Elevation Type ..........................................
Hydrology Method ....................................
Time of Concentration (TOC) Method .........
Link Routing Method .................................
Enable Overflow Ponding at Nodes .............
Skip Steady State Analysis Time Periods ......

Start Analysis On ......................................
End Analysis On .......................................
Start Reporting On ....................................

        Storage Nodes ...................................

Runoff (Dry Weather) Time Step .................
Runoff (Wet Weather) Time Step ................
Reporting Time Step .................................
Routing Time Step ....................................

Rain Gages ..............................................
Subbasins................................................
Nodes......................................................
        Junctions ..........................................
        Outfalls ............................................
        Flow Diversions .................................
        Inlets ................................................

        Outlets .............................................
Pollutants ................................................
Land Uses ...............................................

Links.......................................................
        Channels ..........................................
        Pipes ................................................
        Pumps ..............................................
        Orifices .............................................
        Weirs ................................................



Subbasin Summary

SN Subbasin Area Peak Rate Weighted Total Total Total Peak Time of
ID Factor Curve Rainfall Runoff Runoff Runoff Concentration

Number Volume
(ac) (in) (in) (ac-in) (cfs) (days hh:mm:ss)

1 Sub-1A 1.43 0.00 98.00 7.10 6.86 9.81 8.33        0  00:07:54
2 Sub-1B 0.93 0.00 98.00 7.10 6.86 6.38 5.41        0  00:07:56
3 Sub-1C 1.11 0.00 98.00 7.10 6.86 7.62 6.64        0  00:04:01
4 Sub-1D 1.67 0.00 98.00 7.10 6.86 11.46 9.99        0  00:04:54
5 Sub-1E 1.20 0.00 98.00 7.10 6.86 8.23 7.22        0  00:04:03
6 Sub-1F 2.63 0.00 98.00 7.10 6.86 18.04 15.77        0  00:04:03
7 Sub-2A 0.38 0.00 98.00 7.10 6.86 2.61 2.21        0  00:07:40
8 Sub-2B 1.21 0.00 98.00 7.10 6.86 8.30 6.95        0  00:09:02
9 Sub-2C 0.76 0.00 98.00 7.10 6.86 5.21 4.57        0  00:04:03

10 Sub-2D 3.73 0.00 98.00 7.10 6.86 25.59 22.38        0  00:04:03
11 Sub-2E 1.61 0.00 98.00 7.10 6.86 11.05 9.67        0  00:04:03
12 Sub-2F 2.89 0.00 98.00 7.10 6.86 19.83 17.35        0  00:04:01
13 Sub-3A 0.57 0.00 98.00 7.10 6.86 3.91 3.41        0  00:04:51
14 Sub-3B 0.68 0.00 98.00 7.10 6.86 4.67 4.05        0  00:05:22
15 Sub-3C 3.18 484.00 98.00 7.10 6.86 21.82 19.07        0  00:04:04
16 Sub-3D 1.36 0.00 98.00 7.10 6.86 9.33 8.17        0  00:04:03



Node Summary

SN Element Element Invert Ground/Rim Initial Surcharge Ponded Peak Max HGL Max Min Time of Total Total Time
ID Type Elevation (Max) Water Elevation Area Inflow Elevation Surcharge Freeboard Peak Flooded Flooded

Elevation Elevation Attained Depth Attained Flooding Volume
Attained Occurrence

(ft) (ft) (ft) (ft) (ft²) (cfs) (ft) (ft) (ft) (days hh:mm) (ac-in) (min)
1 1A Junction 709.27 709.77 709.27 709.77 0.00 8.18 709.73 0.00 0.04 0  00:00 0.00 0.00
2 1B Junction 704.50 705.24 704.50 705.24 0.00 5.32 704.86 0.00 0.38 0  00:00 0.00 0.00
3 1C Junction 678.07 678.57 678.07 678.57 0.00 6.63 678.57 0.00 0.00 0  00:00 0.00 0.00
4 1D Junction 679.50 680.00 679.50 680.00 0.00 9.98 680.00 0.00 0.00 0  12:10 0.56 13.00
5 1E Junction 648.50 649.00 648.50 649.00 0.00 7.21 649.00 0.00 0.00 0  12:10 0.13 7.00
6 1F Junction 653.34 653.84 653.34 653.84 0.00 15.76 653.84 0.00 0.00 0  12:10 2.14 26.00
7 2A Junction 704.50 705.00 704.50 705.00 0.00 2.18 704.77 0.00 0.23 0  00:00 0.00 0.00
8 2B Junction 709.27 709.57 709.27 709.57 0.00 6.75 709.72 0.00 0.05 0  00:00 0.00 0.00
9 2C Junction 676.50 677.00 676.50 677.00 0.00 4.56 676.91 0.00 0.09 0  00:00 0.00 0.00

10 2D Junction 684.48 684.98 684.48 684.98 0.00 22.36 684.98 0.00 0.00 0  12:10 4.44 37.00
11 2E Junction 648.50 649.00 648.50 649.00 0.00 9.67 649.00 0.00 0.00 0  12:05 0.48 11.00
12 2F Junction 657.36 657.86 657.36 657.86 0.00 17.34 657.86 0.00 0.00 0  12:10 2.50 27.00
13 3A Junction 681.83 682.33 681.83 682.33 0.00 3.40 682.17 0.00 0.16 0  00:00 0.00 0.00
14 3B Junction 678.70 678.60 678.70 678.60 0.00 4.04 679.11 0.00 0.09 0  00:00 0.00 0.00
15 3C Junction 657.36 657.86 657.36 657.86 0.00 19.06 657.86 0.00 0.00 0  12:10 3.07 30.00
16 3D Junction 648.50 649.00 648.50 649.00 0.00 8.17 649.00 0.00 0.00 0  12:10 0.21 8.00
17 LETDOWN-1.1 Junction 701.20 703.20 701.20 703.20 0.00 12.99 701.53 0.00 1.67 0  00:00 0.00 0.00
18 LETDOWN-1.2 Junction 698.15 700.15 698.15 700.15 0.00 12.65 698.39 0.00 1.76 0  00:00 0.00 0.00
19 LETDOWN-1.3 Junction 671.52 673.52 671.52 673.52 0.00 24.45 672.32 0.00 2.20 0  00:00 0.00 0.00
20 LETDOWN-1.4 Junction 671.22 673.22 671.22 673.22 0.00 24.44 671.57 0.00 1.65 0  00:00 0.00 0.00
21 LETDOWN-1.5 Junction 642.38 644.88 642.38 644.88 0.00 36.15 643.93 0.00 1.45 0  00:00 0.00 0.00
22 LETDOWN-1.6 Junction 642.08 650.00 642.08 650.00 0.00 60.30 643.12 0.00 6.88 0  00:00 0.00 0.00
23 LETDOWN-2.1 Junction 701.90 702.40 701.90 702.40 0.00 8.48 702.20 0.00 1.70 0  00:00 0.00 0.00
24 LETDOWN-2.2 Junction 699.60 701.10 699.60 701.10 0.00 8.21 699.78 0.00 1.82 0  00:00 0.00 0.00
25 LETDOWN-2.3 Junction 668.30 668.80 668.30 668.80 0.00 17.99 668.97 0.00 2.33 0  00:00 0.00 0.00
26 LETDOWN-2.4 Junction 668.00 668.50 668.00 668.50 0.00 17.99 668.29 0.00 1.71 0  00:00 0.00 0.00
27 LETDOWN-2.5 Junction 643.01 643.51 643.01 643.51 0.00 24.19 643.68 0.00 2.32 0  00:00 0.00 0.00
28 LETDOWN-2.6 Junction 642.26 642.76 642.26 642.76 0.00 30.75 642.68 0.00 1.58 0  00:00 0.00 0.00
29 LETDOWN-3.1 Junction 674.70 675.20 674.70 675.20 0.00 7.33 674.94 0.00 1.76 0  00:00 0.00 0.00
30 LETDOWN-3.2 Junction 670.32 670.82 670.32 670.82 0.00 7.25 670.54 0.00 1.78 0  00:00 0.00 0.00
31 LETDOWN-3.3 Junction 664.40 664.90 664.40 664.90 0.00 7.25 664.79 0.00 1.61 0  00:00 0.00 0.00
32 LETDOWN-3.4 Junction 664.18 664.68 664.18 664.68 0.00 7.25 664.35 0.00 1.83 0  00:00 0.00 0.00
33 LETDOWN-3.5 Junction 641.59 642.09 641.59 642.09 0.00 19.65 642.35 0.00 2.24 0  00:00 0.00 0.00
34 LETDOWN-1 Outfall 633.64 84.41 634.37
35 LETDOWN-2 Outfall 628.40 30.70 628.80
36 LETDOWN-3 Outfall 641.29 19.64 641.92



Link Summary

SN Element Element From To (Outlet) Length Inlet Outlet Average Diameter or Manning's Peak Design Flow Peak Flow/ Peak Flow Peak Flow Peak Flow Total Time Reported
ID Type (Inlet) Node Invert Invert Slope Height Roughness Flow Capacity Design Flow Velocity Depth Depth/ Surcharged Condition

Node Elevation Elevation Ratio Total Depth
Ratio

(ft) (ft) (ft) (%) (in) (cfs) (cfs) (ft/sec) (ft) (min)
1 BENCH-1A Channel 1A LETDOWN-1.1 702.00 709.27 701.20 1.1500 6.000 0.0320 7.77 12.34 0.63 2.02 0.39 0.79 0.00
2 BENCH-1B Channel 1B LETDOWN-1.1 213.00 704.50 701.20 1.5500 6.000 0.0320 5.31 14.33 0.37 1.94 0.33 0.68 0.00
3 BENCH-1C Channel 1C LETDOWN-1.3 390.50 678.07 674.02 1.0400 6.000 0.0320 6.29 7.96 0.79 1.89 0.44 0.88 0.00
4 BENCH-1D Channel 1D LETDOWN-1.3 552.00 679.50 674.02 0.9900 6.000 0.0320 6.06 7.78 0.78 1.84 0.44 0.88 0.00
5 BENCH-1E Channel 1E LETDOWN-1.5 387.00 648.50 644.88 0.9400 6.000 0.0320 5.73 7.56 0.76 1.78 0.44 0.87 0.00
6 BENCH-1F Channel 1F LETDOWN-1.5 860.00 653.34 644.88 0.9800 6.000 0.0320 5.99 7.75 0.77 1.83 0.44 0.88 0.00
7 BENCH-2A Channel 2A LETDOWN-2.1 246.00 704.50 701.90 1.0600 6.000 0.0320 2.24 11.84 0.19 1.24 0.28 0.55 0.00
8 BENCH-2B Channel 2B LETDOWN-2.1 715.00 709.27 701.90 1.0300 6.000 0.0320 6.47 11.69 0.55 1.87 0.37 0.75 0.00
9 BENCH-2C Channel 2C LETDOWN-2.3 482.00 676.50 670.80 1.1800 6.000 0.0320 4.19 8.50 0.49 1.80 0.37 0.74 0.00

10 BENCH-2D Channel 2D LETDOWN-2.3 1341.00 684.48 670.80 1.0200 6.000 0.0320 6.20 7.89 0.79 1.87 0.44 0.88 0.00
11 BENCH-2E Channel 2E LETDOWN-2.6 635.00 648.50 641.54 1.1000 6.000 0.0320 6.56 7.74 0.85 1.84 0.46 0.92 0.00
12 BENCH-2F Channel 2F LETDOWN-2.5 1162.00 657.36 645.50 1.0200 6.000 0.0320 6.20 7.89 0.79 1.87 0.44 0.88 0.00
13 BENCH-3A Channel 3A LETDOWN-3.1 334.00 681.83 674.70 2.1300 6.000 0.0320 3.38 11.41 0.30 2.49 0.29 0.57 0.00
14 BENCH-3B Channel 3B LETDOWN-3.1 337.00 678.10 674.70 1.0100 6.000 0.0320 3.95 8.51 0.46 2.26 0.32 0.65 0.00
15 BENCH-3C Channel 3C LETDOWN-3.5 1279.00 657.36 644.09 1.0400 6.000 0.0320 6.30 7.96 0.79 1.89 0.44 0.89 0.00
16 BENCH-3D Channel 3D LETDOWN-3.5 442.00 648.50 644.09 1.0000 6.000 0.0320 6.10 7.80 0.78 1.85 0.44 0.88 0.00
17 LETDOWN-1.1 Channel LETDOWN-1.1 LETDOWN-1.2 27.00 701.20 698.15 11.3000 24.000 0.0320 12.65 379.09 0.03 6.79 0.28 0.14 0.00
18 LETDOWN-1.2 Channel LETDOWN-1.2 LETDOWN-1.3 112.00 698.15 671.52 23.7800 24.000 0.0320 12.64 549.98 0.02 3.50 0.52 0.26 0.00
19 LETDOWN-1.3 Channel LETDOWN-1.3 LETDOWN-1.4 15.00 671.52 671.22 2.0000 24.000 0.0320 24.44 159.51 0.15 5.94 0.57 0.29 0.00
20 LETDOWN-1.4 Channel LETDOWN-1.4 LETDOWN-1.5 118.00 671.22 642.38 24.4400 24.000 0.0320 24.44 557.60 0.04 4.92 0.67 0.42 0.00
21 LETDOWN-1.5 Channel LETDOWN-1.5 LETDOWN-1.6 15.00 642.38 642.08 2.0000 36.000 0.0320 60.30 356.81 0.17 7.65 0.74 0.42 0.00
22 LETDOWN-1.6 Channel LETDOWN-1.6 LETDOWN-1 37.00 642.08 633.64 22.8100 30.000 0.0320 84.41 834.59 0.10 14.58 1.02 0.49 0.00
23 LETDOWN-2.1 Channel LETDOWN-2.1 LETDOWN-2.2 34.00 701.90 699.60 6.7600 24.000 0.0320 8.21 293.35 0.03 5.31 0.24 0.12 0.00
24 LETDOWN-2.2 Channel LETDOWN-2.2 LETDOWN-2.3 125.00 699.60 668.30 25.0400 24.000 0.0320 8.21 564.40 0.01 2.84 0.42 0.21 0.00
25 LETDOWN-2.3 Channel LETDOWN-2.3 LETDOWN-2.4 15.00 668.30 668.00 2.0000 24.000 0.0320 17.99 159.51 0.11 5.38 0.48 0.24 0.00
26 LETDOWN-2.4 Channel LETDOWN-2.4 LETDOWN-2.5 103.00 668.00 643.01 24.2600 24.000 0.0320 17.99 555.56 0.03 5.39 0.48 0.24 0.00
27 LETDOWN-2.5 Channel LETDOWN-2.5 LETDOWN-2.6 15.00 643.01 642.26 5.0000 24.000 0.0320 24.19 252.21 0.10 6.25 0.55 0.27 0.00
28 LETDOWN-2.6 Channel LETDOWN-2.6 LETDOWN-2 60.00 642.26 628.40 23.1000 24.000 0.0320 30.70 542.09 0.06 10.85 0.41 0.21 0.00
29 LETDOWN-3.1 Channel LETDOWN-3.1 LETDOWN-3.2 48.00 674.70 670.32 9.1200 24.000 0.0320 7.25 340.71 0.02 4.92 0.23 0.11 0.00
30 LETDOWN-3.2 Channel LETDOWN-3.2 LETDOWN-3.3 59.00 670.32 664.40 10.0300 24.000 0.0320 7.25 357.28 0.02 3.60 0.30 0.15 0.00
31 LETDOWN-3.3 Channel LETDOWN-3.3 LETDOWN-3.4 11.00 664.40 664.18 2.0000 24.000 0.0320 7.25 159.51 0.05 3.95 0.28 0.14 0.00
32 LETDOWN-3.4 Channel LETDOWN-3.4 LETDOWN-3.5 97.00 664.18 641.59 23.2900 24.000 0.0320 7.25 544.30 0.01 2.26 0.46 0.23 0.00
33 LETDOWN-3.5 Channel LETDOWN-3.5 LETDOWN-3 15.00 641.59 641.29 2.0000 24.000 0.0320 19.64 159.51 0.12 3.82 0.69 0.50 0.00



Subbasin Hydrology

    Subbasin : Sub-1A

          Input Data

Area (ac) ................................................................... 1.43
Peak Rate Factor ........................................................ 0
Weighted Curve Number ............................................. 98
Rain Gage ID .............................................................. Rain Gage-01

          Composite Curve Number
32 Area Soil Curve
Soil/Surface Description (acres) Group Number
Paved parking & roofs 1.43 D 98
Composite Area & Weighted CN 1.43 98

          Time of Concentration

TOC Method : SCS TR-55

Sheet Flow Equation :

    Tc = (0.007 * ((n * Lf)^0.8)) / ((P^0.5) * (Sf^0.4))

Where :

    Tc = Time of Concentration (hr)
    n   = Manning's roughness
    Lf  = Flow Length (ft)
    P   = 2 yr, 24 hr Rainfall (inches)
    Sf  = Slope (ft/ft)

Shallow Concentrated Flow Equation :

    V  = 16.1345 * (Sf^0.5) (unpaved surface)
    V  = 20.3282 * (Sf^0.5) (paved surface)
    V  = 15.0 * (Sf^0.5) (grassed waterway surface)
    V  = 10.0 * (Sf^0.5) (nearly bare & untilled surface)
    V  = 9.0 * (Sf^0.5) (cultivated straight rows surface)
    V  = 7.0 * (Sf^0.5) (short grass pasture surface)
    V  = 5.0 * (Sf^0.5) (woodland surface)
    V  = 2.5 * (Sf^0.5) (forest w/heavy litter surface)
    Tc = (Lf / V) / (3600 sec/hr)

             Where:

    Tc = Time of Concentration (hr)
    Lf = Flow Length (ft)
    V  = Velocity (ft/sec)
    Sf = Slope (ft/ft)

Channel Flow Equation :

    V  = (1.49 * (R^(2/3)) * (Sf^0.5)) / n
    R  = Aq / Wp
    Tc = (Lf / V) / (3600 sec/hr)

Where :

    Tc = Time of Concentration (hr)
    Lf = Flow Length (ft)
    R  = Hydraulic Radius (ft)
    Aq = Flow Area (ft²)
    Wp = Wetted Perimeter (ft)
    V  = Velocity (ft/sec)
    Sf = Slope (ft/ft)
    n  = Manning's roughness



Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 5 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.22 0 0
    Computed Flow Time (min) : 7.65 0 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 70 0 0
    Slope (%) : 5 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 4.55 0 0
    Computed Flow Time (min) : 0.26 0 0
Total TOC (min) ..................7.90

          Subbasin Runoff Results

Total Rainfall (in) ........................................................ 7.1
Total Runoff (in) ......................................................... 6.86
Peak Runoff (cfs) ....................................................... 8.33
Weighted Curve Number ............................................. 98
Time of Concentration (days hh:mm:ss) ....................... 0 00:07:54



          Subbasin : Sub-1A

       Rainfall Intensity Graph
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    Subbasin : Sub-1B

          Input Data

Area (ac) ................................................................... 0.93
Peak Rate Factor ........................................................ 0
Weighted Curve Number ............................................. 98
Rain Gage ID .............................................................. Rain Gage-01

          Composite Curve Number
32 Area Soil Curve
Soil/Surface Description (acres) Group Number
Paved parking & roofs 0.93 D 98
Composite Area & Weighted CN 0.93 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 5 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.22 0 0
    Computed Flow Time (min) : 7.65 0 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 80 0 0
    Slope (%) : 5 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 4.55 0 0
    Computed Flow Time (min) : 0.29 0 0
Total TOC (min) ..................7.94

          Subbasin Runoff Results

Total Rainfall (in) ........................................................ 7.1
Total Runoff (in) ......................................................... 6.86
Peak Runoff (cfs) ....................................................... 5.41
Weighted Curve Number ............................................. 98
Time of Concentration (days hh:mm:ss) ....................... 0 00:07:56



          Subbasin : Sub-1B

       Rainfall Intensity Graph
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    Subbasin : Sub-1C

          Input Data

Area (ac) ................................................................... 1.11
Peak Rate Factor ........................................................ 0
Weighted Curve Number ............................................. 98
Rain Gage ID .............................................................. Rain Gage-01

          Composite Curve Number
32 Area Soil Curve
Soil/Surface Description (acres) Group Number
Paved parking & roofs 1.11 D 98
Composite Area & Weighted CN 1.11 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 25 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.41 0 0
    Computed Flow Time (min) : 4.02 0 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 10 0 0
    Slope (%) : 25 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 10.16 0 0
    Computed Flow Time (min) : 0.02 0 0
Total TOC (min) ..................4.03

          Subbasin Runoff Results

Total Rainfall (in) ........................................................ 7.1
Total Runoff (in) ......................................................... 6.86
Peak Runoff (cfs) ....................................................... 6.64
Weighted Curve Number ............................................. 98
Time of Concentration (days hh:mm:ss) ....................... 0 00:04:02



          Subbasin : Sub-1C
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    Subbasin : Sub-1D

          Input Data

Area (ac) ................................................................... 1.67
Peak Rate Factor ........................................................ 0
Weighted Curve Number ............................................. 98
Rain Gage ID .............................................................. Rain Gage-01

          Composite Curve Number
32 Area Soil Curve
Soil/Surface Description (acres) Group Number
Paved parking & roofs 1.67 D 98
Composite Area & Weighted CN 1.67 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0.2 0
    Flow Length (ft) : 15 85 0
    Slope (%) : 9 25 0
    2 yr, 24 hr Rainfall (in) : 4 4 0
    Velocity (ft/sec) : 0.19 0.4 0
    Computed Flow Time (min) : 1.33 3.53 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 30 0 0
    Slope (%) : 25 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 10.16 0 0
    Computed Flow Time (min) : 0.05 0 0
Total TOC (min) ..................4.90

          Subbasin Runoff Results

Total Rainfall (in) ........................................................ 7.1
Total Runoff (in) ......................................................... 6.86
Peak Runoff (cfs) ....................................................... 9.99
Weighted Curve Number ............................................. 98
Time of Concentration (days hh:mm:ss) ....................... 0 00:04:54



          Subbasin : Sub-1D

       Rainfall Intensity Graph
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    Subbasin : Sub-1E

          Input Data

Area (ac) ................................................................... 1.2
Peak Rate Factor ........................................................ 0
Weighted Curve Number ............................................. 98
Rain Gage ID .............................................................. Rain Gage-01

          Composite Curve Number
32 Area Soil Curve
Soil/Surface Description (acres) Group Number
Paved parking & roofs 1.2 D 98
Composite Area & Weighted CN 1.2 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 25 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.41 0 0
    Computed Flow Time (min) : 4.02 0 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 20 0 0
    Slope (%) : 25 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 10.16 0 0
    Computed Flow Time (min) : 0.03 0 0
Total TOC (min) ..................4.05

          Subbasin Runoff Results

Total Rainfall (in) ........................................................ 7.1
Total Runoff (in) ......................................................... 6.86
Peak Runoff (cfs) ....................................................... 7.22
Weighted Curve Number ............................................. 98
Time of Concentration (days hh:mm:ss) ....................... 0 00:04:03



          Subbasin : Sub-1E

       Rainfall Intensity Graph

Time (hrs)

23222120191817161514131211109876543210

R
ai

nf
al

l (
in

/h
r)

6.2
6

5.8
5.6
5.4
5.2

5
4.8
4.6
4.4
4.2

4
3.8
3.6
3.4
3.2

3
2.8
2.6
2.4
2.2

2
1.8
1.6
1.4
1.2

1
0.8
0.6
0.4
0.2

       Runoff Hydrograph

Time (hrs)

23222120191817161514131211109876543210

R
un

of
f (

cf
s)

8

7.5

7

6.5

6

5.5

5

4.5

4

3.5

3

2.5

2

1.5

1

0.5



    Subbasin : Sub-1F

          Input Data

Area (ac) ................................................................... 2.63
Peak Rate Factor ........................................................ 0
Weighted Curve Number ............................................. 98
Rain Gage ID .............................................................. Rain Gage-01

          Composite Curve Number
32 Area Soil Curve
Soil/Surface Description (acres) Group Number
Paved parking & roofs 2.63 D 98
Composite Area & Weighted CN 2.63 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 25 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.41 0 0
    Computed Flow Time (min) : 4.02 0 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 20 0 0
    Slope (%) : 25 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 10.16 0 0
    Computed Flow Time (min) : 0.03 0 0
Total TOC (min) ..................4.05

          Subbasin Runoff Results

Total Rainfall (in) ........................................................ 7.1
Total Runoff (in) ......................................................... 6.86
Peak Runoff (cfs) ....................................................... 15.77
Weighted Curve Number ............................................. 98
Time of Concentration (days hh:mm:ss) ....................... 0 00:04:03



          Subbasin : Sub-1F

       Rainfall Intensity Graph

Time (hrs)

23222120191817161514131211109876543210

R
ai

nf
al

l (
in

/h
r)

6.2
6

5.8
5.6
5.4
5.2

5
4.8
4.6
4.4
4.2

4
3.8
3.6
3.4
3.2

3
2.8
2.6
2.4
2.2

2
1.8
1.6
1.4
1.2

1
0.8
0.6
0.4
0.2

       Runoff Hydrograph

Time (hrs)

23222120191817161514131211109876543210

R
un

of
f (

cf
s)

17

16

15

14

13

12

11

10

9

8

7

6

5

4

3

2

1



    Subbasin : Sub-2A

          Input Data

Area (ac) ................................................................... 0.38
Peak Rate Factor ........................................................ 0
Weighted Curve Number ............................................. 98
Rain Gage ID .............................................................. Rain Gage-01

          Composite Curve Number
32 Area Soil Curve
Soil/Surface Description (acres) Group Number
Paved parking & roofs 0.38 D 98
Composite Area & Weighted CN 0.38 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 5 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.22 0 0
    Computed Flow Time (min) : 7.65 0 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 10 0 0
    Slope (%) : 5 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 4.55 0 0
    Computed Flow Time (min) : 0.04 0 0
Total TOC (min) ..................7.68

          Subbasin Runoff Results

Total Rainfall (in) ........................................................ 7.1
Total Runoff (in) ......................................................... 6.86
Peak Runoff (cfs) ....................................................... 2.21
Weighted Curve Number ............................................. 98
Time of Concentration (days hh:mm:ss) ....................... 0 00:07:41



          Subbasin : Sub-2A

       Rainfall Intensity Graph
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    Subbasin : Sub-2B

          Input Data

Area (ac) ................................................................... 1.21
Peak Rate Factor ........................................................ 0
Weighted Curve Number ............................................. 98
Rain Gage ID .............................................................. Rain Gage-01

          Composite Curve Number
32 Area Soil Curve
Soil/Surface Description (acres) Group Number
Paved parking & roofs 1.21 D 98
Composite Area & Weighted CN 1.21 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0.2 0
    Flow Length (ft) : 100 10 0
    Slope (%) : 5 5 0
    2 yr, 24 hr Rainfall (in) : 4 4 0
    Velocity (ft/sec) : 0.22 0.14 0
    Computed Flow Time (min) : 7.65 1.21 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 50 0 0
    Slope (%) : 5 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 4.55 0 0
    Computed Flow Time (min) : 0.18 0 0
Total TOC (min) ..................9.04

          Subbasin Runoff Results

Total Rainfall (in) ........................................................ 7.1
Total Runoff (in) ......................................................... 6.86
Peak Runoff (cfs) ....................................................... 6.95
Weighted Curve Number ............................................. 98
Time of Concentration (days hh:mm:ss) ....................... 0 00:09:02



          Subbasin : Sub-2B

       Rainfall Intensity Graph
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    Subbasin : Sub-2C

          Input Data

Area (ac) .................................................................. 0.76
Peak Rate Factor ...................................................... 0
Weighted Curve Number .......................................... 98
Rain Gage ID ............................................................ Rain Gage-01

          Composite Curve Number
32 Area Soil Curve

Soil/Surface Description (acres) Group Number
Paved parking & roofs 0.76 D 98
Composite Area & Weighted CN 0.76 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 25 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.41 0 0
    Computed Flow Time (min) : 4.02 0 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 25 0 0
    Slope (%) : 25 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 10.16 0 0
    Computed Flow Time (min) : 0.04 0 0
Total TOC (min) ..................4.06

          Subbasin Runoff Results

Total Rainfall (in) ...................................................... 7.1
Total Runoff (in) ....................................................... 6.86
Peak Runoff (cfs) ...................................................... 4.57
Weighted Curve Number .......................................... 98
Time of Concentration (days hh:mm:ss) ................... 0 00:04:04



          Subbasin : Sub-2C

       Rainfall Intensity Graph

Time (hrs)

23222120191817161514131211109876543210

R
ai

nf
al

l (
in

/h
r)

6.2
6

5.8
5.6
5.4
5.2

5
4.8
4.6
4.4
4.2

4
3.8
3.6
3.4
3.2

3
2.8
2.6
2.4
2.2

2
1.8
1.6
1.4
1.2

1
0.8
0.6
0.4
0.2

       Runoff Hydrograph

Time (hrs)

23222120191817161514131211109876543210

R
un

of
f (

cf
s)

4.8

4.6

4.4

4.2

4

3.8

3.6

3.4

3.2

3

2.8

2.6

2.4

2.2

2

1.8

1.6

1.4

1.2

1

0.8

0.6

0.4

0.2



    Subbasin : Sub-2D

          Input Data

Area (ac) .................................................................. 3.73
Peak Rate Factor ...................................................... 0
Weighted Curve Number .......................................... 98
Rain Gage ID ............................................................ Rain Gage-01

          Composite Curve Number
32 Area Soil Curve

Soil/Surface Description (acres) Group Number
Paved parking & roofs 3.73 D 98
Composite Area & Weighted CN 3.73 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 25 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.41 0 0
    Computed Flow Time (min) : 4.02 0 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 20 0 0
    Slope (%) : 25 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 10.16 0 0
    Computed Flow Time (min) : 0.03 0 0
Total TOC (min) ..................4.05

          Subbasin Runoff Results

Total Rainfall (in) ...................................................... 7.1
Total Runoff (in) ....................................................... 6.86
Peak Runoff (cfs) ...................................................... 22.38
Weighted Curve Number .......................................... 98
Time of Concentration (days hh:mm:ss) ................... 0 00:04:03



          Subbasin : Sub-2D

       Rainfall Intensity Graph
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    Subbasin : Sub-2E

          Input Data

Area (ac) .................................................................. 1.61
Peak Rate Factor ...................................................... 0
Weighted Curve Number .......................................... 98
Rain Gage ID ............................................................ Rain Gage-01

          Composite Curve Number
32 Area Soil Curve

Soil/Surface Description (acres) Group Number
Paved parking & roofs 1.61 D 98
Composite Area & Weighted CN 1.61 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 25 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.41 0 0
    Computed Flow Time (min) : 4.02 0 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 20 0 0
    Slope (%) : 25 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 10.16 0 0
    Computed Flow Time (min) : 0.03 0 0
Total TOC (min) ..................4.05

          Subbasin Runoff Results

Total Rainfall (in) ...................................................... 7.1
Total Runoff (in) ....................................................... 6.86
Peak Runoff (cfs) ...................................................... 9.67
Weighted Curve Number .......................................... 98
Time of Concentration (days hh:mm:ss) ................... 0 00:04:03



          Subbasin : Sub-2E

       Rainfall Intensity Graph
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    Subbasin : Sub-2F

          Input Data

Area (ac) .................................................................. 2.89
Peak Rate Factor ...................................................... 0
Weighted Curve Number .......................................... 98
Rain Gage ID ............................................................ Rain Gage-01

          Composite Curve Number
32 Area Soil Curve

Soil/Surface Description (acres) Group Number
Paved parking & roofs 2.89 D 98
Composite Area & Weighted CN 2.89 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 25 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.41 0 0
    Computed Flow Time (min) : 4.02 0 0
Total TOC (min) ..................4.02

          Subbasin Runoff Results

Total Rainfall (in) ...................................................... 7.1
Total Runoff (in) ....................................................... 6.86
Peak Runoff (cfs) ...................................................... 17.35
Weighted Curve Number .......................................... 98
Time of Concentration (days hh:mm:ss) ................... 0 00:04:01



          Subbasin : Sub-2F

       Rainfall Intensity Graph
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    Subbasin : Sub-3A

          Input Data

Area (ac) .................................................................. 0.57
Peak Rate Factor ...................................................... 0
Weighted Curve Number .......................................... 98
Rain Gage ID ............................................................ Rain Gage-01

          Composite Curve Number
32 Area Soil Curve

Soil/Surface Description (acres) Group Number
Paved parking & roofs 0.57 D 98
Composite Area & Weighted CN 0.57 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0.2 0
    Flow Length (ft) : 85 15 0
    Slope (%) : 25 9 0
    2 yr, 24 hr Rainfall (in) : 4 4 0
    Velocity (ft/sec) : 0.4 0.19 0
    Computed Flow Time (min) : 3.53 1.33 0
Total TOC (min) ..................4.85

          Subbasin Runoff Results

Total Rainfall (in) ...................................................... 7.1
Total Runoff (in) ....................................................... 6.86
Peak Runoff (cfs) ...................................................... 3.41
Weighted Curve Number .......................................... 98
Time of Concentration (days hh:mm:ss) ................... 0 00:04:51



          Subbasin : Sub-3A

       Rainfall Intensity Graph
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    Subbasin : Sub-3B

          Input Data

Area (ac) .................................................................. 0.68
Peak Rate Factor ...................................................... 0
Weighted Curve Number .......................................... 98
Rain Gage ID ............................................................ Rain Gage-01

          Composite Curve Number
32 Area Soil Curve

Soil/Surface Description (acres) Group Number
Paved parking & roofs 0.68 D 98
Composite Area & Weighted CN 0.68 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0.2 0.2
    Flow Length (ft) : 30 15 55
    Slope (%) : 25 9 25
    2 yr, 24 hr Rainfall (in) : 4 4 4
    Velocity (ft/sec) : 0.33 0.19 0.37
    Computed Flow Time (min) : 1.53 1.33 2.49

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 20 0 0
    Slope (%) : 25 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 10.16 0 0
    Computed Flow Time (min) : 0.03 0 0
Total TOC (min) ..................5.38

          Subbasin Runoff Results

Total Rainfall (in) ...................................................... 7.1
Total Runoff (in) ....................................................... 6.86
Peak Runoff (cfs) ...................................................... 4.05
Weighted Curve Number .......................................... 98
Time of Concentration (days hh:mm:ss) ................... 0 00:05:23



          Subbasin : Sub-3B

       Rainfall Intensity Graph
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    Subbasin : Sub-3C

          Input Data

Area (ac) .................................................................. 3.18
Peak Rate Factor ...................................................... 484
Weighted Curve Number .......................................... 98
Rain Gage ID ............................................................ Rain Gage-01

          Composite Curve Number
32 Area Soil Curve

Soil/Surface Description (acres) Group Number
Paved parking & roofs 3.18 D 98
Composite Area & Weighted CN 3.18 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 25 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.41 0 0
    Computed Flow Time (min) : 4.02 0 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 40 0 0
    Slope (%) : 25 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 10.16 0 0
    Computed Flow Time (min) : 0.07 0 0
Total TOC (min) ..................4.08

          Subbasin Runoff Results

Total Rainfall (in) ...................................................... 7.1
Total Runoff (in) ....................................................... 6.86
Peak Runoff (cfs) ...................................................... 19.07
Weighted Curve Number .......................................... 98
Time of Concentration (days hh:mm:ss) ................... 0 00:04:05



          Subbasin : Sub-3C
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    Subbasin : Sub-3D

          Input Data

Area (ac) .................................................................. 1.36
Peak Rate Factor ...................................................... 0
Weighted Curve Number .......................................... 98
Rain Gage ID ............................................................ Rain Gage-01

          Composite Curve Number
32 Area Soil Curve

Soil/Surface Description (acres) Group Number
Paved parking & roofs 1.36 D 98
Composite Area & Weighted CN 1.36 98

          Time of Concentration

Subarea Subarea Subarea
Sheet Flow Computations A B C
    Manning's Roughness : 0.2 0 0
    Flow Length (ft) : 100 0 0
    Slope (%) : 25 0 0
    2 yr, 24 hr Rainfall (in) : 4 0 0
    Velocity (ft/sec) : 0.41 0 0
    Computed Flow Time (min) : 4.02 0 0

Subarea Subarea Subarea
Shallow Concentrated Flow Computations A B C
    Flow Length (ft) : 20 0 0
    Slope (%) : 25 0 0
    Surface Type : Paved Unpaved Unpaved
    Velocity (ft/sec) : 10.16 0 0
    Computed Flow Time (min) : 0.03 0 0
Total TOC (min) ..................4.05

          Subbasin Runoff Results

Total Rainfall (in) ...................................................... 7.1
Total Runoff (in) ....................................................... 6.86
Peak Runoff (cfs) ...................................................... 8.17
Weighted Curve Number .......................................... 98
Time of Concentration (days hh:mm:ss) ................... 0 00:04:03



          Subbasin : Sub-3D

       Rainfall Intensity Graph

Time (hrs)
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Junction Input

SN Element Invert Ground/Rim Ground/Rim Initial Initial Surcharge Surcharge Ponded Minimum
ID Elevation (Max) (Max) Water Water Elevation Depth Area Pipe

Elevation Offset Elevation Depth Cover
(ft) (ft) (ft) (ft) (ft) (ft) (ft) (ft²) (in)

1 1A 709.27 709.77 0.50 709.27 0.00 709.77 0.00 0.00 0.00
2 1B 704.50 705.24 0.74 704.50 0.00 705.24 0.00 0.00 0.00
3 1C 678.07 678.57 0.50 678.07 0.00 678.57 0.00 0.00 0.00
4 1D 679.50 680.00 0.50 679.50 0.00 680.00 0.00 0.00 0.00
5 1E 648.50 649.00 0.50 648.50 0.00 649.00 0.00 0.00 0.00
6 1F 653.34 653.84 0.50 653.34 0.00 653.84 0.00 0.00 0.00
7 2A 704.50 705.00 0.50 704.50 0.00 705.00 0.00 0.00 0.00
8 2B 709.27 709.57 0.30 709.27 0.00 709.57 0.00 0.00 0.00
9 2C 676.50 677.00 0.50 676.50 0.00 677.00 0.00 0.00 0.00

10 2D 684.48 684.98 0.50 684.48 0.00 684.98 0.00 0.00 0.00
11 2E 648.50 649.00 0.50 648.50 0.00 649.00 0.00 0.00 0.00
12 2F 657.36 657.86 0.50 657.36 0.00 657.86 0.00 0.00 0.00
13 3A 681.83 682.33 0.50 681.83 0.00 682.33 0.00 0.00 0.00
14 3B 678.70 678.60 -0.10 678.70 0.00 678.60 0.00 0.00 0.00
15 3C 657.36 657.86 0.50 657.36 0.00 657.86 0.00 0.00 0.00
16 3D 648.50 649.00 0.50 648.50 0.00 649.00 0.00 0.00 0.00
17 LETDOWN-1.1 701.20 703.20 2.00 701.20 0.00 703.20 0.00 0.00 0.00
18 LETDOWN-1.2 698.15 700.15 2.00 698.15 0.00 700.15 0.00 0.00 0.00
19 LETDOWN-1.3 671.52 673.52 2.00 671.52 0.00 673.52 0.00 0.00 0.00
20 LETDOWN-1.4 671.22 673.22 2.00 671.22 0.00 673.22 0.00 0.00 0.00
21 LETDOWN-1.5 642.38 644.88 2.50 642.38 0.00 644.88 0.00 0.00 0.00
22 LETDOWN-1.6 642.08 650.00 7.92 642.08 0.00 650.00 0.00 0.00 0.00
23 LETDOWN-2.1 701.90 702.40 0.50 701.90 0.00 702.40 0.00 0.00 0.00
24 LETDOWN-2.2 699.60 701.10 1.50 699.60 0.00 701.10 0.00 0.00 0.00
25 LETDOWN-2.3 668.30 668.80 0.50 668.30 0.00 668.80 0.00 0.00 0.00
26 LETDOWN-2.4 668.00 668.50 0.50 668.00 0.00 668.50 0.00 0.00 0.00
27 LETDOWN-2.5 643.01 643.51 0.50 643.01 0.00 643.51 0.00 0.00 0.00
28 LETDOWN-2.6 642.26 642.76 0.50 642.26 0.00 642.76 0.00 0.00 0.00
29 LETDOWN-3.1 674.70 675.20 0.50 674.70 0.00 675.20 0.00 0.00 0.00
30 LETDOWN-3.2 670.32 670.82 0.50 670.32 0.00 670.82 0.00 0.00 0.00
31 LETDOWN-3.3 664.40 664.90 0.50 664.40 0.00 664.90 0.00 0.00 0.00
32 LETDOWN-3.4 664.18 664.68 0.50 664.18 0.00 664.68 0.00 0.00 0.00
33 LETDOWN-3.5 641.59 642.09 0.50 641.59 0.00 642.09 0.00 0.00 0.00



Junction Results

SN Element Peak Peak Max HGL Max HGL Max Min Average HGL Average HGL Time of Time of Total Total Time
ID Inflow Lateral Elevation Depth Surcharge Freeboard Elevation Depth Max HGL Peak Flooded Flooded

Inflow Attained Attained Depth Attained Attained Attained Occurrence Flooding Volume
Attained Occurrence

(cfs) (cfs) (ft) (ft) (ft) (ft) (ft) (ft) (days hh:mm) (days hh:mm) (ac-in) (min)
1 1A 8.18 8.18 709.73 0.46 0.00 0.04 709.52 0.25 0  12:12 0  00:00 0.00 0.00
2 1B 5.32 5.32 704.86 0.36 0.00 0.38 704.69 0.19 0  12:10 0  00:00 0.00 0.00
3 1C 6.63 6.63 678.57 0.50 0.00 0.00 678.33 0.26 0  12:10 0  00:00 0.00 0.00
4 1D 9.98 9.98 680.00 0.50 0.00 0.00 679.80 0.30 0  12:04 0  12:10 0.56 13.00
5 1E 7.21 7.21 649.00 0.50 0.00 0.00 648.78 0.28 0  12:06 0  12:10 0.13 7.00
6 1F 15.76 15.76 653.84 0.50 0.00 0.00 653.67 0.33 0  11:58 0  12:10 2.14 26.00
7 2A 2.18 2.18 704.77 0.27 0.00 0.23 704.65 0.15 0  12:09 0  00:00 0.00 0.00
8 2B 6.75 6.75 709.72 0.45 0.00 0.05 709.52 0.25 0  12:15 0  00:00 0.00 0.00
9 2C 4.56 4.56 676.91 0.41 0.00 0.09 676.72 0.22 0  12:11 0  00:00 0.00 0.00

10 2D 22.36 22.36 684.98 0.50 0.00 0.00 684.83 0.35 0  11:54 0  12:10 4.44 37.00
11 2E 9.67 9.67 649.00 0.50 0.00 0.00 648.80 0.30 0  12:02 0  12:05 0.48 11.00
12 2F 17.34 17.34 657.86 0.50 0.00 0.00 657.70 0.34 0  11:58 0  12:10 2.50 27.00
13 3A 3.40 3.40 682.17 0.34 0.00 0.16 682.01 0.18 0  12:10 0  00:00 0.00 0.00
14 3B 4.04 4.04 679.11 0.41 0.00 0.09 678.92 0.22 0  12:10 0  00:00 0.00 0.00
15 3C 19.06 19.06 657.86 0.50 0.00 0.00 657.70 0.34 0  11:57 0  12:10 3.07 30.00
16 3D 8.17 8.17 649.00 0.50 0.00 0.00 648.78 0.28 0  12:05 0  12:10 0.21 8.00
17 LETDOWN-1.1 12.99 0.00 701.53 0.33 0.00 1.67 701.33 0.13 0  12:14 0  00:00 0.00 0.00
18 LETDOWN-1.2 12.65 0.00 698.39 0.24 0.00 1.76 698.25 0.10 0  12:14 0  00:00 0.00 0.00
19 LETDOWN-1.3 24.45 0.00 672.32 0.80 0.00 2.20 671.87 0.35 0  12:12 0  00:00 0.00 0.00
20 LETDOWN-1.4 24.44 0.00 671.57 0.35 0.00 1.65 671.37 0.15 0  12:13 0  00:00 0.00 0.00
21 LETDOWN-1.5 36.15 0.00 643.93 1.55 0.00 1.45 642.89 0.51 0  11:49 0  00:00 0.00 0.00
22 LETDOWN-1.6 60.30 0.00 643.12 1.04 0.00 6.88 642.38 0.30 0  11:49 0  00:00 0.00 0.00
23 LETDOWN-2.1 8.48 0.00 702.20 0.30 0.00 1.70 702.02 0.12 0  12:16 0  00:00 0.00 0.00
24 LETDOWN-2.2 8.21 0.00 699.78 0.18 0.00 1.82 699.68 0.08 0  12:16 0  00:00 0.00 0.00
25 LETDOWN-2.3 17.99 0.00 668.97 0.67 0.00 2.33 668.63 0.33 0  12:14 0  00:00 0.00 0.00
26 LETDOWN-2.4 17.99 0.00 668.29 0.29 0.00 1.71 668.14 0.14 0  12:14 0  00:00 0.00 0.00
27 LETDOWN-2.5 24.19 0.00 643.68 0.67 0.00 2.32 643.35 0.34 0  12:14 0  00:00 0.00 0.00
28 LETDOWN-2.6 30.75 0.00 642.68 0.42 0.00 1.58 642.47 0.21 0  12:15 0  00:00 0.00 0.00
29 LETDOWN-3.1 7.33 0.00 674.94 0.24 0.00 1.76 674.79 0.09 0  12:11 0  00:00 0.00 0.00
30 LETDOWN-3.2 7.25 0.00 670.54 0.22 0.00 1.78 670.41 0.09 0  12:11 0  00:00 0.00 0.00
31 LETDOWN-3.3 7.25 0.00 664.79 0.39 0.00 1.61 664.55 0.15 0  12:11 0  00:00 0.00 0.00
32 LETDOWN-3.4 7.25 0.00 664.35 0.17 0.00 1.83 664.25 0.07 0  12:11 0  00:00 0.00 0.00
33 LETDOWN-3.5 19.65 0.00 642.35 0.76 0.00 2.24 641.94 0.35 0  12:11 0  00:00 0.00 0.00



Channel Input

SN Element Length Inlet Inlet Outlet Outlet Total Average Shape Height Width Manning's Entrance Exit/Bend Additional Initial Flap
ID Invert Invert Invert Invert Drop Slope Roughness Losses Losses Losses Flow Gate

Elevation Offset Elevation Offset
(ft) (ft) (ft) (ft) (ft) (ft) (%) (ft) (ft) (cfs)

1 BENCH-1A 702.00 709.27 0.00 701.20 0.00 8.07 1.1500 Trapezoidal 0.500 25.000 0.0320 0.5000 0.5000 0.0000 0.00 No
2 BENCH-1B 213.00 704.50 0.00 701.20 0.00 3.30 1.5500 Trapezoidal 0.500 25.000 0.0320 0.5000 0.5000 0.0000 0.00 No
3 BENCH-1C 390.50 678.07 0.00 674.02 2.50 4.05 1.0400 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No
4 BENCH-1D 552.00 679.50 0.00 674.02 2.50 5.48 0.9900 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No
5 BENCH-1E 387.00 648.50 0.00 644.88 2.50 3.62 0.9400 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No
6 BENCH-1F 860.00 653.34 0.00 644.88 2.50 8.46 0.9800 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No
7 BENCH-2A 246.00 704.50 0.00 701.90 0.00 2.60 1.0600 Trapezoidal 0.500 25.000 0.0320 0.5000 0.5000 0.0000 0.00 No
8 BENCH-2B 715.00 709.27 0.00 701.90 0.00 7.37 1.0300 Trapezoidal 0.500 25.000 0.0320 0.5000 0.5000 0.0000 0.00 No
9 BENCH-2C 482.00 676.50 0.00 670.80 2.50 5.70 1.1800 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No

10 BENCH-2D 1341.00 684.48 0.00 670.80 2.50 13.68 1.0200 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No
11 BENCH-2E 635.00 648.50 0.00 641.54 -0.72 6.96 1.1000 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No
12 BENCH-2F 1162.00 657.36 0.00 645.50 2.49 11.86 1.0200 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No
13 BENCH-3A 334.00 681.83 0.00 674.70 0.00 7.13 2.1300 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No
14 BENCH-3B 337.00 678.10 -0.60 674.70 0.00 3.40 1.0100 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No
15 BENCH-3C 1279.00 657.36 0.00 644.09 2.50 13.27 1.0400 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No
16 BENCH-3D 442.00 648.50 0.00 644.09 2.50 4.41 1.0000 Trapezoidal 0.500 17.000 0.0320 0.5000 0.5000 0.0000 0.00 No
17 LETDOWN-1.1 27.00 701.20 0.00 698.15 0.00 3.05 11.3000 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
18 LETDOWN-1.2 112.00 698.15 0.00 671.52 0.00 26.63 23.7800 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
19 LETDOWN-1.3 15.00 671.52 0.00 671.22 0.00 0.30 2.0000 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
20 LETDOWN-1.4 118.00 671.22 0.00 642.38 0.00 28.84 24.4400 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
21 LETDOWN-1.5 15.00 642.38 0.00 642.08 0.00 0.30 2.0000 Trapezoidal 3.000 18.000 0.0320 0.5000 0.5000 0.0000 0.00 No
22 LETDOWN-1.6 37.00 642.08 0.00 633.64 0.00 8.44 22.8100 Trapezoidal 2.500 16.000 0.0320 0.5000 0.5000 0.0000 0.00 No
23 LETDOWN-2.1 34.00 701.90 0.00 699.60 0.00 2.30 6.7600 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
24 LETDOWN-2.2 125.00 699.60 0.00 668.30 0.00 31.30 25.0400 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
25 LETDOWN-2.3 15.00 668.30 0.00 668.00 0.00 0.30 2.0000 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
26 LETDOWN-2.4 103.00 668.00 0.00 643.01 0.00 24.99 24.2600 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
27 LETDOWN-2.5 15.00 643.01 0.00 642.26 0.00 0.75 5.0000 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
28 LETDOWN-2.6 60.00 642.26 0.00 628.40 0.00 13.86 23.1000 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
29 LETDOWN-3.1 48.00 674.70 0.00 670.32 0.00 4.38 9.1200 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
30 LETDOWN-3.2 59.00 670.32 0.00 664.40 0.00 5.92 10.0300 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
31 LETDOWN-3.3 11.00 664.40 0.00 664.18 0.00 0.22 2.0000 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
32 LETDOWN-3.4 97.00 664.18 0.00 641.59 0.00 22.59 23.2900 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No
33 LETDOWN-3.5 15.00 641.59 0.00 641.29 0.00 0.30 2.0000 Trapezoidal 2.000 14.000 0.0320 0.5000 0.5000 0.0000 0.00 No



Channel Results

SN Element Peak Time of Design Flow Peak Flow/ Peak Flow Travel Peak Flow Peak Flow Total Time Froude Reported
ID Flow Peak Flow Capacity Design Flow Velocity Time Depth Depth/ Surcharged Number Condition

Occurrence Ratio Total Depth
Ratio

(cfs) (days hh:mm) (cfs) (ft/sec) (min) (ft) (min)
1 BENCH-1A 7.77 0  12:13 12.34 0.63 2.02 5.79 0.39 0.79 0.00
2 BENCH-1B 5.31 0  12:11 14.33 0.37 1.94 1.83 0.33 0.68 0.00
3 BENCH-1C 6.29 0  12:10 7.96 0.79 1.89 3.44 0.44 0.88 0.00
4 BENCH-1D 6.06 0  12:16 7.78 0.78 1.84 5.00 0.44 0.88 0.00
5 BENCH-1E 5.73 0  12:11 7.56 0.76 1.78 3.62 0.44 0.87 0.00
6 BENCH-1F 5.99 0  12:22 7.75 0.77 1.83 7.83 0.44 0.88 0.00
7 BENCH-2A 2.24 0  12:10 11.84 0.19 1.24 3.31 0.28 0.55 0.00
8 BENCH-2B 6.47 0  12:15 11.69 0.55 1.87 6.37 0.37 0.75 0.00
9 BENCH-2C 4.19 0  12:11 8.50 0.49 1.80 4.46 0.37 0.74 0.00

10 BENCH-2D 6.20 0  12:06 7.89 0.79 1.87 11.95 0.44 0.88 0.00
11 BENCH-2E 6.56 0  12:14 7.74 0.85 1.84 5.75 0.46 0.92 0.00
12 BENCH-2F 6.20 0  12:02 7.89 0.79 1.87 10.36 0.44 0.88 0.00
13 BENCH-3A 3.38 0  12:10 11.41 0.30 2.49 2.24 0.29 0.57 0.00
14 BENCH-3B 3.95 0  12:10 8.51 0.46 2.26 2.49 0.32 0.65 0.00
15 BENCH-3C 6.30 0  12:06 7.96 0.79 1.89 11.28 0.44 0.89 0.00
16 BENCH-3D 6.10 0  12:10 7.80 0.78 1.85 3.98 0.44 0.88 0.00
17 LETDOWN-1.1 12.65 0  12:14 379.09 0.03 6.79 0.07 0.28 0.14 0.00
18 LETDOWN-1.2 12.64 0  12:14 549.98 0.02 3.50 0.53 0.52 0.26 0.00
19 LETDOWN-1.3 24.44 0  12:13 159.51 0.15 5.94 0.04 0.57 0.29 0.00
20 LETDOWN-1.4 24.44 0  12:13 557.60 0.04 4.92 0.40 0.67 0.42 0.00
21 LETDOWN-1.5 60.30 0  11:49 356.81 0.17 7.65 0.03 0.74 0.42 0.00
22 LETDOWN-1.6 84.41 0  11:49 834.59 0.10 14.58 0.04 1.02 0.49 0.00
23 LETDOWN-2.1 8.21 0  12:16 293.35 0.03 5.31 0.11 0.24 0.12 0.00
24 LETDOWN-2.2 8.21 0  12:16 564.40 0.01 2.84 0.73 0.42 0.21 0.00
25 LETDOWN-2.3 17.99 0  12:14 159.51 0.11 5.38 0.05 0.48 0.24 0.00
26 LETDOWN-2.4 17.99 0  12:14 555.56 0.03 5.39 0.32 0.48 0.24 0.00
27 LETDOWN-2.5 24.19 0  12:14 252.21 0.10 6.25 0.04 0.55 0.27 0.00
28 LETDOWN-2.6 30.70 0  12:15 542.09 0.06 10.85 0.09 0.41 0.21 0.00
29 LETDOWN-3.1 7.25 0  12:11 340.71 0.02 4.92 0.16 0.23 0.11 0.00
30 LETDOWN-3.2 7.25 0  12:11 357.28 0.02 3.60 0.27 0.30 0.15 0.00
31 LETDOWN-3.3 7.25 0  12:11 159.51 0.05 3.95 0.05 0.28 0.14 0.00
32 LETDOWN-3.4 7.25 0  12:11 544.30 0.01 2.26 0.72 0.46 0.23 0.00
33 LETDOWN-3.5 19.64 0  12:11 159.51 0.12 3.82 0.07 0.69 0.50 0.00
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Haestad Methods, Inc.    37 Brookside Road    Waterbury, CT 06708    (203) 755-1666 Page 1 of 1 04:43:36 PM 
10/03/11 FlowMaster  v5.10

Worksheet
Worksheet for Trapezoidal Channel

Project Description
Project File o:\hold\haestad\fmw\oologah.fm2
Worksheet                Landfill Ditches
Flow Element Trapezoidal Channel
Method Manning's Formula
Solve For Discharge

Input Data
Mannings Coefficient 0.030
Channel Slope 0.007500 ft/ft
Depth 3.00 ft
Left Side Slope 2.000000 H : V
Right Side Slope 2.000000 H : V
Bottom Width 4.00 ft

Results
Discharge 184.91 cfs
Flow Area 30.00 ft²
Wetted Perimeter 17.42 ft
Top Width 16.00 ft
Critical Depth 2.67 ft
Critical Slope 0.012263 ft/ft
Velocity 6.16 ft/s
Velocity Head 0.59 ft
Specific Energy 3.59 ft
Froude Number 0.79
Flow is subcritical.
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Cross Section
Cross Section for Trapezoidal Channel

Project Description
Project File o:\hold\haestad\fmw\oologah.fm2
Worksheet                Landfill Ditches
Flow Element Trapezoidal Channel
Method Manning's Formula
Solve For Discharge

Section Data
Mannings Coefficient 0.030
Channel Slope 0.007500 ft/ft
Depth 3.00 ft
Left Side Slope 2.000000 H : V
Right Side Slope 2.000000 H : V
Bottom Width 4.00 ft
Discharge 184.91 cfs

4.00 ft

3.00 ft

H 1
V
1

NTS
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10/04/11 

Cross Section for Circular Channel
Cross Section

Project Description
Project File o:\hold\haestad\fmw\oologah.fm2
Worksheet PSO Dual 36" RCP CULVERTS
Flow Element Circular Channel
Method Manning's Formula
Solve For Discharge

Section Data
Mannings Coefficient 0.013
Channel Slope 0.028000 ft/ft
Depth 3.00 ft
Diameter 36.00 in
Discharge 111.60 cfs

36.00 in3.00 ft

H 1
V
1

NTS



                        WinTR-55 Current Data Description

                         --- Identification Data ---

User:     H. Lockley                             Date:        10/4/2011
Project:  35107130                               Units:       English
SubTitle: Final Cover System Stormwater Runoff   Areal Units: Acres
State:    Oklahoma
County:   Rogers
Filename: N:\Projects\2010\35107130\Permit Application\100% Revision\Volume 3 - Design Information\App.D S

                             --- Sub-Area Data ---

Name           Description              Reach        Area(ac)     RCN     Tc  
------------------------------------------------------------------------------
Area 1        North Side of Landfill   N Ditch         14          79    .147      
Area 2        West Side Above MS       SE Ditch        7           79    .14       
Area 3        Southeast Side of LF     SE Ditch        16          79    .148      
Area 4        West Side Below MS       W Ditch         3           79    0.1       

Total area: 40 (ac)

                             --- Storm Data  --

                   Rainfall Depth by Rainfall Return Period

   2-Yr        5-Yr        10-Yr       25-Yr       50-Yr       100-Yr      1-Yr
   (in)        (in)        (in)        (in)        (in)        (in)        (in)
--------------------------------------------------------------------------------
    4.0         5.1         6.1         7.1         7.9         8.8         3.2     

Storm Data Source:              Rogers County, OK  (NRCS)
Rainfall Distribution Type:     Type II
Dimensionless Unit Hydrograph:  <standard>
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H. Lockley                         35107130
                     Final Cover System Stormwater Runoff
                           Rogers County, Oklahoma

                                  Storm Data

                   Rainfall Depth by Rainfall Return Period

   2-Yr        5-Yr        10-Yr       25-Yr       50-Yr       100-Yr      1-Yr
   (in)        (in)        (in)        (in)        (in)        (in)        (in)
--------------------------------------------------------------------------------
    4.0         5.1         6.1         7.1         7.9         8.8         3.2     

Storm Data Source:              Rogers County, OK  (NRCS)
Rainfall Distribution Type:     Type II
Dimensionless Unit Hydrograph:  <standard>
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H. Lockley                         35107130
                     Final Cover System Stormwater Runoff
                           Rogers County, Oklahoma

                             Watershed Peak Table

 Sub-Area           Peak Flow by Rainfall Return Period
 or Reach      25-Yr
Identifier     (cfs)
----------------------------------------------------------------------------------
SUBAREAS
Area 1         92.21

Area 2         46.62

Area 3        105.23

Area 4         21.40

REACHES
N Ditch        92.21
    Down       89.18

W Ditch        21.40
    Down       20.03

SE Ditch      167.21
    Down      161.67

OUTLET        249.96
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H. Lockley                         35107130
                     Final Cover System Stormwater Runoff
                           Rogers County, Oklahoma

                       Hydrograph Peak/Peak Time Table

 Sub-Area       Peak Flow and Peak Time (hr) by Rainfall Return Period
 or Reach      25-Yr
Identifier     (cfs)
            (hr)      
----------------------------------------------------------------------------------
SUBAREAS
Area 1         92.21
           11.96

Area 2         46.62
           11.95

Area 3        105.23
           11.96

Area 4         21.40
           11.93

REACHES
N Ditch        92.21
           11.96
    Down       89.18
           12.04

W Ditch        21.40
           11.93
    Down       20.03
           12.05

SE Ditch      167.21
           11.97
    Down      161.67
           12.07

OUTLET        249.96
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H. Lockley                         35107130
                     Final Cover System Stormwater Runoff
                           Rogers County, Oklahoma

                            Structure Output Table

Reach           Peak Flow (PF), Storage Volume (SV), Stage (STG)
 Identifier              by Rainfall Return Period
Structure
 Identifier     25-Yr
----------------------------------------------------------------------------------
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H. Lockley                         35107130
                     Final Cover System Stormwater Runoff
                           Rogers County, Oklahoma

                            Sub-Area Summary Table

 Sub-Area   Drainage     Time of     Curve   Receiving     Sub-Area
Identifier    Area    Concentration  Number    Reach      Description
              (ac)        (hr)
--------------------------------------------------------------------------------
Area 1          14.00     0.147        79     N Ditch   North Side of Landfill   
Area 2           7.00     0.140        79     SE Ditch  West Side Above MS       
Area 3          16.00     0.148        79     SE Ditch  Southeast Side of LF     
Area 4           3.00     0.100        79     W Ditch   West Side Below MS       

Total Area:   40 (ac)
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H. Lockley                         35107130
                     Final Cover System Stormwater Runoff
                           Rogers County, Oklahoma

                             Reach Summary Table

               Receiving     Reach        Routing
  Reach          Reach       Length       Method
Identifier     Identifier      (ft)
----------------------------------------------------------------------

  N Ditch        Outlet        1600       CHANNEL
  W Ditch        SE Ditch      1500       CHANNEL
  SE Ditch       Outlet        2250       CHANNEL
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H. Lockley                         35107130
                     Final Cover System Stormwater Runoff
                           Rogers County, Oklahoma

                    Sub-Area Time of Concentration Details

 Sub-Area      Flow            Mannings's    End     Wetted               Travel
Identifier/   Length    Slope      n        Area    Perimeter   Velocity   Time 
               (ft)    (ft/ft)             (sq ft)    (ft)      (ft/sec)   (hr)
--------------------------------------------------------------------------------
Area 1    
  SHEET          100   0.0400     0.150                                    0.111
  SHALLOW        400   0.0400     0.050                                    0.034
  SHALLOW         50   0.2500     0.050                                    0.002

                                                 Time of Concentration      .147
                                                                        ========

Area 2    
  SHEET          100   0.0400     0.150                                    0.111
  SHALLOW        300   0.0400     0.050                                    0.026
  SHALLOW        100   0.2500     0.050                                    0.003

                                                 Time of Concentration       .14
                                                                        ========

Area 3    
  SHEET          100   0.0400     0.150                                    0.111
  SHALLOW        400   0.0400     0.050                                    0.034
  SHALLOW        100   0.2500     0.050                                    0.003

                                                 Time of Concentration      .148
                                                                        ========

Area 4    
  SHEET           50   0.2500     0.150                                    0.031

                                                 Time of Concentration       0.1
                                                                        ========
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H. Lockley                         35107130
                     Final Cover System Stormwater Runoff
                           Rogers County, Oklahoma

                  Sub-Area Land Use and Curve Number Details

 Sub-Area                                           Hydrologic   Sub-Area   Curve
Identifier           Land Use                          Soil        Area     Number
                                                      Group        (ac)
--------------------------------------------------------------------------------
Area 1    Open space; grass cover 50% to 75%  (fair)    C            14       79 

          Total Area / Weighted Curve Number                         14       79 
                                                                     ==       ==

Area 2    Open space; grass cover 50% to 75%  (fair)    C             7       79 

          Total Area / Weighted Curve Number                          7       79 
                                                                      =       ==

Area 3    Open space; grass cover 50% to 75%  (fair)    C            16       79 

          Total Area / Weighted Curve Number                         16       79 
                                                                     ==       ==

Area 4    Open space; grass cover 50% to 75%  (fair)    C             3       79 

          Total Area / Weighted Curve Number                          3       79 
                                                                      =       ==

WinTR-55, Version 1.00.08 Page  1 10/4/2011 10:44:28 AM 



H. Lockley                         35107130
                     Final Cover System Stormwater Runoff
                           Rogers County, Oklahoma

                         Reach Channel Rating Details

   Reach       Reach        Reach         Friction       Bottom       Side
 Identifier    Length      Manning's        Slope         Width       Slope
                (ft)          n            (ft/ft)         (ft)
--------------------------------------------------------------------------------

  N Ditch        1600        0.03           0.004           2.5        2 :1
  W Ditch        1500        0.03           0.004           1        2.5 :1
  SE Ditch       2250        0.03           0.004           4          2 :1

   Reach                                  End          Top      Friction
 Identifier    Stage        Flow         Area         Width      Slope
                (ft)       (cfs)        (sq ft)        (ft)     (ft/ft)
--------------------------------------------------------------------------------
  N Ditch       0.0         0.000           0          2.5       0.004 
                0.5         2.823         1.8          4.5
                1.0        10.529         4.5          6.5
                2.0        44.338          13         10.5
                5.0       362.009        62.5         22.5
               10.0      1995.903         225         42.5
               20.0     11729.537         850         82.5

  W Ditch       0.0         0.000           0            1       0.004 
                0.5         1.596         1.1          3.5
                1.0         7.344         3.5            6
                2.0        38.081          12           11
                5.0       380.858        67.5           26
               10.0      2298.388         260           51
               20.0     14215.627        1020          101

  SE Ditch      0.0         0.000           0            4       0.004 
                0.5         4.258         2.5            6
                1.0        14.934           6            8
                2.0        57.731          16           12
                5.0       420.520          70           24
               10.0      2176.707         240           44
               20.0     12294.240         880           84
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H. Lockley                         35107130
                     Final Cover System Stormwater Runoff
                           Rogers County, Oklahoma

                     Structure Description - User Entered

               Surface     Height     Surface
   Reach       Area @      Above      Area @        Pipe      Head on    Weir
 Identifier     Crest      Crest      Ht Above    Diameter     Pipe     Length
               (ac)         (ft)       (ac)         (in)       (ft)       (ft)
--------------------------------------------------------------------------------
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H. Lockley                         35107130
                     Final Cover System Stormwater Runoff
                           Rogers County, Oklahoma

                     Structure Rating Details - Computed
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PSO ■ Northeastern Power Station  
Permit Modification Application ■ Volume 3 – Appendix D 
September 2011 ■ Terracon Project No. 35107130 
 

Responsive ■ Resourceful ■ Reliable 

ATTACHMENT C 
STORMWATER QUANTITIES



25 year, 24 hour storm (in) 7
25 year, 24 hour storm (ft) 0.59

*Storm Runoff (ft) 0.53
Area (ac) 48
Area (ft2) 2,076,941

Rainfall Volume (ft3) 1,105,971
Rainfall Volume (gal) 8,272,686
**Pond Capacity (gal) 12,768,927

Capacity after storm (gal) 4,496,241

Elevation (ft) Storage (gal)
610 3,251,617 16100.3
611 4,498,994 22276.66
612 5,943,580 29429.49
613 7,501,356 37142.78
614 9,152,033 45316.07
615 10,909,245 54016.86
616 12,768,927 63225.03

POND CAPACITY CALCULATIONS

*Derived from the TR-20 output
**Based on maximum elevation of 616 feet

ELEVATION-STORAGE



                                    35107130                                    
                      Final Cover System Stormwater Runoff                      

                          Name of printed page file:
                                   TR20.out                                     

                                           STORM 25-Yr     

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)

Area 4        0.005                4.665               11.93     21.40   4562.70

   Line    
Start Time   ------------ Flow Values @ time increment of  0.006 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     7.069      0.05      0.05      0.05      0.05      0.05      0.05      0.05
     7.113      0.05      0.05      0.05      0.05      0.05      0.05      0.05
     7.157      0.05      0.05      0.05      0.05      0.06      0.06      0.06
     7.201      0.06      0.06      0.06      0.06      0.06      0.06      0.06
     7.246      0.06      0.06      0.06      0.06      0.06      0.06      0.06
     7.290      0.06      0.06      0.06      0.06      0.06      0.06      0.06
     7.334      0.06      0.06      0.06      0.06      0.06      0.06      0.06
     7.378      0.06      0.06      0.06      0.06      0.06      0.07      0.07
     7.422      0.07      0.07      0.07      0.07      0.07      0.07      0.07
     7.467      0.07      0.07      0.07      0.07      0.07      0.07      0.07
     7.511      0.07      0.07      0.07      0.07      0.07      0.07      0.07
     7.555      0.07      0.07      0.07      0.07      0.07      0.07      0.07
     7.599      0.07      0.07      0.07      0.07      0.07      0.08      0.08
     7.643      0.08      0.08      0.08      0.08      0.08      0.08      0.08
     7.688      0.08      0.08      0.08      0.08      0.08      0.08      0.08
     7.732      0.08      0.08      0.08      0.08      0.08      0.08      0.08
     7.776      0.08      0.08      0.08      0.08      0.08      0.08      0.08
     7.820      0.08      0.08      0.08      0.08      0.09      0.09      0.09
     7.865      0.09      0.09      0.09      0.09      0.09      0.09      0.09
     7.909      0.09      0.09      0.09      0.09      0.09      0.09      0.09
     7.953      0.09      0.09      0.09      0.09      0.09      0.09      0.09
     7.997      0.09      0.09      0.09      0.09      0.09      0.09      0.09
     8.041      0.09      0.10      0.10      0.10      0.10      0.10      0.10
     8.086      0.10      0.10      0.10      0.10      0.10      0.10      0.10
     8.130      0.10      0.10      0.10      0.10      0.10      0.10      0.10
     8.174      0.10      0.11      0.11      0.11      0.11      0.11      0.11
     8.218      0.11      0.11      0.11      0.11      0.11      0.11      0.11
     8.262      0.11      0.11      0.11      0.11      0.12      0.12      0.12
     8.307      0.12      0.12      0.12      0.12      0.12      0.12      0.12
     8.351      0.12      0.12      0.12      0.12      0.12      0.12      0.12
     8.395      0.13      0.13      0.13      0.13      0.13      0.13      0.13
     8.439      0.13      0.13      0.13      0.13      0.13      0.13      0.13
     8.483      0.13      0.13      0.14      0.14      0.14      0.14      0.14
     8.528      0.14      0.14      0.14      0.14      0.14      0.14      0.14
     8.572      0.14      0.14      0.14      0.15      0.15      0.15      0.15
     8.616      0.15      0.15      0.15      0.15      0.15      0.15      0.15
     8.660      0.15      0.15      0.15      0.16      0.16      0.16      0.16
     8.705      0.16      0.16      0.16      0.16      0.16      0.16      0.16
     8.749      0.16      0.16      0.16      0.17      0.17      0.17      0.17
     8.793      0.17      0.17      0.17      0.17      0.17      0.17      0.17
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                                    35107130                                    
                      Final Cover System Stormwater Runoff                      

   Line    
Start Time   ------------ Flow Values @ time increment of  0.006 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     8.837      0.17      0.17      0.17      0.18      0.18      0.18      0.18
     8.881      0.18      0.18      0.18      0.18      0.18      0.18      0.18
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                                    35107130                                    
                      Final Cover System Stormwater Runoff                      

                          Name of printed page file:
                              TR20.out                                      (continued)

                                           STORM 25-Yr     

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)
    23.351      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.395      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.439      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.483      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.528      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.572      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.616      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.660      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.705      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.749      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.793      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.837      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.881      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.926      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    23.970      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    24.014      0.22      0.22      0.22      0.22      0.22      0.22      0.22
    24.058      0.22      0.22      0.22      0.22      0.22      0.21      0.21
    24.102      0.21      0.21      0.20      0.20      0.19      0.18      0.17
    24.147      0.16      0.14      0.11      0.07                              

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)

Area 2        0.011                4.674               11.95     46.62   4261.16

   Line    
Start Time   ------------ Flow Values @ time increment of  0.009 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     6.409      0.05      0.05      0.05      0.05      0.05      0.05      0.06
     6.471      0.06      0.06      0.06      0.06      0.06      0.06      0.06
 
WinTR-20 Version 1.0                Page  23                   09/20/2011 10:02 

                                    35107130                                    
                      Final Cover System Stormwater Runoff                      

   Line    
Start Time   ------------ Flow Values @ time increment of  0.009 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     6.533      0.06      0.06      0.06      0.06      0.07      0.07      0.07
     6.595      0.07      0.07      0.07      0.07      0.07      0.07      0.07
     6.657      0.07      0.07      0.08      0.08      0.08      0.08      0.08
     6.719      0.08      0.08      0.08      0.08      0.08      0.08      0.08
     6.781      0.09      0.09      0.09      0.09      0.09      0.09      0.09
     6.843      0.09      0.09      0.09      0.09      0.09      0.10      0.10
     6.905      0.10      0.10      0.10      0.10      0.10      0.10      0.10
     6.966      0.10      0.10      0.11      0.11      0.11      0.11      0.11
     7.028      0.11      0.11      0.11      0.11      0.11      0.11      0.11
     7.090      0.12      0.12      0.12      0.12      0.12      0.12      0.12
     7.152      0.12      0.12      0.12      0.12      0.13      0.13      0.13
     7.214      0.13      0.13      0.13      0.13      0.13      0.13      0.13
     7.276      0.13      0.14      0.14      0.14      0.14      0.14      0.14
     7.338      0.14      0.14      0.14      0.14      0.14      0.15      0.15
     7.400      0.15      0.15      0.15      0.15      0.15      0.15      0.15
     7.462      0.15      0.15      0.16      0.16      0.16      0.16      0.16
     7.523      0.16      0.16      0.16      0.16      0.16      0.17      0.17
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                                    35107130                                    
                      Final Cover System Stormwater Runoff                      

                          Name of printed page file:
                              TR20.out                                      (continued)

                                           STORM 25-Yr     

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)
    22.750      0.54      0.54      0.54      0.54      0.53      0.53      0.53
    22.811      0.53      0.53      0.53      0.53      0.53      0.53      0.53
    22.873      0.53      0.53      0.53      0.53      0.53      0.53      0.53
    22.935      0.53      0.53      0.53      0.53      0.53      0.53      0.53
    22.997      0.53      0.53      0.53      0.53      0.53      0.53      0.53
    23.059      0.53      0.53      0.53      0.53      0.53      0.53      0.53
    23.121      0.53      0.53      0.53      0.53      0.53      0.53      0.53
    23.183      0.53      0.53      0.53      0.53      0.52      0.52      0.52
    23.245      0.52      0.52      0.52      0.52      0.52      0.52      0.52
    23.307      0.52      0.52      0.52      0.52      0.52      0.52      0.52
    23.369      0.52      0.52      0.52      0.52      0.52      0.52      0.52
    23.430      0.52      0.52      0.52      0.52      0.52      0.52      0.52
    23.492      0.52      0.52      0.52      0.52      0.52      0.52      0.52
    23.554      0.52      0.52      0.52      0.52      0.52      0.52      0.52
    23.616      0.52      0.52      0.52      0.52      0.52      0.52      0.52
    23.678      0.51      0.51      0.51      0.51      0.51      0.51      0.51
    23.740      0.51      0.51      0.51      0.51      0.51      0.51      0.51
    23.802      0.51      0.51      0.51      0.51      0.51      0.51      0.51
    23.864      0.51      0.51      0.51      0.51      0.51      0.51      0.51
    23.926      0.51      0.51      0.51      0.51      0.51      0.51      0.51
    23.987      0.51      0.51      0.51      0.50      0.50      0.49      0.47
    24.049      0.45      0.42      0.39      0.35      0.31      0.28      0.24
    24.111      0.21      0.18      0.15      0.12      0.11      0.09      0.08
    24.173      0.06      0.05                                                  

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)

Area 3        0.025                4.675               11.96    105.23   4209.34

   Line    
Start Time   ------------ Flow Values @ time increment of  0.009 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     6.094      0.05      0.05      0.05      0.06      0.06      0.06      0.06
     6.160      0.06      0.07      0.07      0.07      0.07      0.07      0.08
     6.225      0.08      0.08      0.08      0.08      0.08      0.09      0.09
     6.290      0.09      0.09      0.09      0.10      0.10      0.10      0.10
     6.356      0.10      0.11      0.11      0.11      0.11      0.11      0.12
     6.421      0.12      0.12      0.12      0.12      0.12      0.13      0.13
     6.487      0.13      0.13      0.13      0.14      0.14      0.14      0.14
     6.552      0.14      0.15      0.15      0.15      0.15      0.15      0.16
     6.618      0.16      0.16      0.16      0.16      0.17      0.17      0.17
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   Line    
Start Time   ------------ Flow Values @ time increment of  0.009 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     6.683      0.17      0.17      0.18      0.18      0.18      0.18      0.18
     6.748      0.19      0.19      0.19      0.19      0.19      0.20      0.20
     6.814      0.20      0.20      0.21      0.21      0.21      0.21      0.21
     6.879      0.22      0.22      0.22      0.22      0.22      0.23      0.23
     6.945      0.23      0.23      0.23      0.24      0.24      0.24      0.24
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                          Name of printed page file:
                              TR20.out                                      (continued)

                                           STORM 25-Yr     

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)
    23.837      1.91      1.91      1.91      1.91      1.91      1.91      1.91
    23.881      1.90      1.90      1.90      1.90      1.90      1.90      1.90
    23.926      1.90      1.90      1.90      1.90      1.90      1.90      1.90
    23.970      1.90      1.90      1.90      1.90      1.90      1.90      1.90
    24.014      1.89      1.89      1.89      1.89      1.89      1.89      1.89
    24.058      1.89      1.88      1.88      1.87      1.86      1.85      1.83
    24.102      1.81      1.78      1.75      1.72      1.67      1.63      1.58
    24.147      1.52      1.46      1.39      1.33      1.26      1.19      1.11
    24.191      1.04      0.97      0.90      0.83      0.76      0.69      0.63
    24.235      0.56      0.51      0.45      0.40      0.35      0.31      0.26
    24.279      0.22      0.18      0.14      0.08                              

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)

Area 1        0.022                4.675               11.96     92.21   4214.24

   Line    
Start Time   ------------ Flow Values @ time increment of  0.009 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     6.129      0.05      0.05      0.05      0.06      0.06      0.06      0.06
     6.194      0.06      0.06      0.07      0.07      0.07      0.07      0.07
     6.259      0.07      0.08      0.08      0.08      0.08      0.08      0.08
     6.324      0.08      0.09      0.09      0.09      0.09      0.09      0.09
     6.389      0.10      0.10      0.10      0.10      0.10      0.11      0.11
     6.454      0.11      0.11      0.11      0.11      0.12      0.12      0.12
     6.519      0.12      0.12      0.12      0.13      0.13      0.13      0.13
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   Line    
Start Time   ------------ Flow Values @ time increment of  0.009 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     6.584      0.13      0.13      0.14      0.14      0.14      0.14      0.14
     6.649      0.14      0.15      0.15      0.15      0.15      0.15      0.16
     6.714      0.16      0.16      0.16      0.16      0.16      0.17      0.17
     6.779      0.17      0.17      0.17      0.17      0.18      0.18      0.18
     6.844      0.18      0.18      0.19      0.19      0.19      0.19      0.19
     6.909      0.19      0.20      0.20      0.20      0.20      0.20      0.21
     6.973      0.21      0.21      0.21      0.21      0.21      0.22      0.22
     7.038      0.22      0.22      0.22      0.23      0.23      0.23      0.23
     7.103      0.23      0.23      0.24      0.24      0.24      0.24      0.24
     7.168      0.25      0.25      0.25      0.25      0.25      0.26      0.26
     7.233      0.26      0.26      0.26      0.27      0.27      0.27      0.27
     7.298      0.27      0.27      0.28      0.28      0.28      0.28      0.28
     7.363      0.29      0.29      0.29      0.29      0.29      0.30      0.30
     7.428      0.30      0.30      0.30      0.31      0.31      0.31      0.31
     7.493      0.31      0.32      0.32      0.32      0.32      0.32      0.33
     7.558      0.33      0.33      0.33      0.33      0.34      0.34      0.34
     7.623      0.34      0.34      0.34      0.35      0.35      0.35      0.35
     7.688      0.35      0.36      0.36      0.36      0.36      0.36      0.37
     7.753      0.37      0.37      0.37      0.38      0.38      0.38      0.38
     7.818      0.38      0.39      0.39      0.39      0.39      0.39      0.40
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                                           STORM 25-Yr     

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)
    22.190      1.10      1.10      1.10      1.10      1.10      1.10      1.10
    22.255      1.10      1.10      1.10      1.09      1.09      1.09      1.09
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   Line    
Start Time   ------------ Flow Values @ time increment of  0.009 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

    22.320      1.09      1.09      1.09      1.09      1.09      1.09      1.09
    22.385      1.09      1.09      1.09      1.09      1.09      1.09      1.09
    22.450      1.09      1.09      1.09      1.09      1.09      1.09      1.08
    22.515      1.08      1.08      1.08      1.08      1.08      1.08      1.08
    22.580      1.08      1.08      1.08      1.08      1.08      1.08      1.08
    22.645      1.08      1.08      1.08      1.08      1.08      1.08      1.08
    22.710      1.08      1.08      1.08      1.07      1.07      1.07      1.07
    22.775      1.07      1.07      1.07      1.07      1.07      1.07      1.07
    22.840      1.07      1.07      1.07      1.07      1.07      1.07      1.07
    22.905      1.07      1.07      1.07      1.07      1.07      1.07      1.07
    22.970      1.07      1.07      1.06      1.06      1.06      1.06      1.06
    23.035      1.06      1.06      1.06      1.06      1.06      1.06      1.06
    23.100      1.06      1.06      1.06      1.06      1.06      1.06      1.06
    23.165      1.06      1.06      1.06      1.06      1.06      1.06      1.05
    23.230      1.05      1.05      1.05      1.05      1.05      1.05      1.05
    23.295      1.05      1.05      1.05      1.05      1.05      1.05      1.05
    23.360      1.05      1.05      1.05      1.05      1.05      1.05      1.05
    23.425      1.05      1.05      1.04      1.04      1.04      1.04      1.04
    23.490      1.04      1.04      1.04      1.04      1.04      1.04      1.04
    23.555      1.04      1.04      1.04      1.04      1.04      1.04      1.04
    23.620      1.04      1.04      1.04      1.04      1.03      1.03      1.03
    23.685      1.03      1.03      1.03      1.03      1.03      1.03      1.03
    23.750      1.03      1.03      1.03      1.03      1.03      1.03      1.03
    23.815      1.03      1.03      1.03      1.03      1.03      1.03      1.03
    23.880      1.02      1.02      1.02      1.02      1.02      1.02      1.02
    23.945      1.02      1.02      1.02      1.02      1.02      1.02      1.02
    24.010      1.02      1.02      1.02      1.02      1.02      1.01      1.01
    24.075      1.00      0.98      0.97      0.94      0.90      0.86      0.81
    24.140      0.76      0.70      0.64      0.58      0.51      0.45      0.40
    24.205      0.35      0.30      0.26      0.22      0.19      0.16      0.13
    24.270      0.09      0.05                                                  

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)

OUTLET        0.063                4.670               12.06    249.96   3998.65

   Line    
Start Time   ------------ Flow Values @ time increment of  0.006 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     6.532      0.07      0.09      0.10      0.16      0.21      0.24      0.26
     6.576      0.28      0.29      0.30      0.31      0.31      0.32      0.32
     6.620      0.33      0.33      0.33      0.34      0.34      0.34      0.35
     6.665      0.35      0.35      0.36      0.36      0.36      0.37      0.37
     6.709      0.37      0.37      0.38      0.38      0.38      0.39      0.39
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                                           STORM 25-Yr     

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)
    24.083      2.85      2.82      2.79      2.75      2.70      2.64      2.58
    24.128      2.50      2.42      2.33      2.23      2.13      2.03      1.92
    24.172      1.80      1.69      1.58      1.47      1.36      1.25      1.15
    24.216      1.05      0.95      0.86      0.78      0.70      0.62      0.55
    24.260      0.48      0.41      0.34      0.27      0.20      0.14      0.08

                                           STORM 100-Yr    

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)

Area 4        0.005                6.248               11.93     28.30   6034.68

   Line    
Start Time   ------------ Flow Values @ time increment of  0.006 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     5.954      0.05      0.05      0.05      0.05      0.05      0.05      0.05
     5.999      0.05      0.05      0.05      0.05      0.05      0.05      0.05
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   Line    
Start Time   ------------ Flow Values @ time increment of  0.006 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     6.043      0.05      0.06      0.06      0.06      0.06      0.06      0.06
     6.087      0.06      0.06      0.06      0.06      0.06      0.06      0.06
     6.131      0.06      0.06      0.06      0.06      0.06      0.06      0.06
     6.176      0.06      0.06      0.06      0.06      0.06      0.06      0.06
     6.220      0.06      0.06      0.06      0.07      0.07      0.07      0.07
     6.264      0.07      0.07      0.07      0.07      0.07      0.07      0.07
     6.308      0.07      0.07      0.07      0.07      0.07      0.07      0.07
     6.352      0.07      0.07      0.07      0.07      0.07      0.07      0.07
     6.397      0.07      0.07      0.07      0.08      0.08      0.08      0.08
     6.441      0.08      0.08      0.08      0.08      0.08      0.08      0.08
     6.485      0.08      0.08      0.08      0.08      0.08      0.08      0.08
     6.529      0.08      0.08      0.08      0.08      0.08      0.08      0.08
     6.573      0.08      0.08      0.08      0.09      0.09      0.09      0.09
     6.618      0.09      0.09      0.09      0.09      0.09      0.09      0.09
     6.662      0.09      0.09      0.09      0.09      0.09      0.09      0.09
     6.706      0.09      0.09      0.09      0.09      0.09      0.09      0.09
     6.750      0.09      0.09      0.10      0.10      0.10      0.10      0.10
     6.794      0.10      0.10      0.10      0.10      0.10      0.10      0.10
     6.839      0.10      0.10      0.10      0.10      0.10      0.10      0.10
     6.883      0.10      0.10      0.10      0.10      0.10      0.10      0.10
     6.927      0.10      0.11      0.11      0.11      0.11      0.11      0.11
     6.971      0.11      0.11      0.11      0.11      0.11      0.11      0.11
     7.016      0.11      0.11      0.11      0.11      0.11      0.11      0.11
     7.060      0.11      0.11      0.11      0.11      0.11      0.11      0.12
     7.104      0.12      0.12      0.12      0.12      0.12      0.12      0.12
     7.148      0.12      0.12      0.12      0.12      0.12      0.12      0.12
     7.192      0.12      0.12      0.12      0.12      0.12      0.12      0.12
     7.237      0.12      0.12      0.12      0.12      0.13      0.13      0.13
     7.281      0.13      0.13      0.13      0.13      0.13      0.13      0.13
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                                           STORM 100-Yr    

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)
    22.689      0.68      0.68      0.68      0.68      0.68      0.68      0.68
    22.751      0.68      0.68      0.68      0.68      0.68      0.68      0.68
    22.813      0.68      0.68      0.68      0.68      0.68      0.68      0.68
    22.874      0.68      0.68      0.68      0.68      0.68      0.68      0.68
    22.936      0.68      0.68      0.68      0.68      0.68      0.68      0.67
    22.998      0.67      0.67      0.67      0.67      0.67      0.67      0.67
    23.060      0.67      0.67      0.67      0.67      0.67      0.67      0.67
    23.122      0.67      0.67      0.67      0.67      0.67      0.67      0.67
    23.184      0.67      0.67      0.67      0.67      0.67      0.67      0.67
    23.246      0.67      0.67      0.67      0.67      0.67      0.67      0.67
    23.308      0.67      0.67      0.67      0.67      0.67      0.67      0.66
    23.370      0.66      0.66      0.66      0.66      0.66      0.66      0.66
    23.432      0.66      0.66      0.66      0.66      0.66      0.66      0.66
    23.493      0.66      0.66      0.66      0.66      0.66      0.66      0.66
    23.555      0.66      0.66      0.66      0.66      0.66      0.66      0.66
    23.617      0.66      0.66      0.66      0.66      0.66      0.66      0.66
    23.679      0.66      0.65      0.65      0.65      0.65      0.65      0.65
    23.741      0.65      0.65      0.65      0.65      0.65      0.65      0.65
    23.803      0.65      0.65      0.65      0.65      0.65      0.65      0.65
    23.865      0.65      0.65      0.65      0.65      0.65      0.65      0.65
    23.927      0.65      0.65      0.65      0.65      0.65      0.65      0.65
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   Line    
Start Time   ------------ Flow Values @ time increment of  0.009 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

    23.989      0.65      0.65      0.64      0.64      0.63      0.62      0.60
    24.050      0.57      0.53      0.49      0.44      0.39      0.34      0.30
    24.112      0.26      0.22      0.18      0.15      0.13      0.11      0.09
    24.174      0.08      0.07      0.06                                        

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)

Area 3        0.025                6.256               11.96    139.33   5573.15

   Line    
Start Time   ------------ Flow Values @ time increment of  0.009 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     5.164      0.05      0.05      0.05      0.06      0.06      0.06      0.06
     5.229      0.07      0.07      0.07      0.07      0.08      0.08      0.08
     5.295      0.08      0.08      0.09      0.09      0.09      0.09      0.10
     5.360      0.10      0.10      0.10      0.11      0.11      0.11      0.11
     5.425      0.11      0.12      0.12      0.12      0.12      0.13      0.13
     5.491      0.13      0.13      0.14      0.14      0.14      0.14      0.15
     5.556      0.15      0.15      0.15      0.16      0.16      0.16      0.16
     5.622      0.17      0.17      0.17      0.17      0.18      0.18      0.18
     5.687      0.18      0.19      0.19      0.19      0.19      0.20      0.20
     5.753      0.20      0.20      0.21      0.21      0.21      0.21      0.22
     5.818      0.22      0.22      0.22      0.23      0.23      0.23      0.23
     5.883      0.24      0.24      0.24      0.24      0.25      0.25      0.25
     5.949      0.25      0.26      0.26      0.26      0.27      0.27      0.27
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                                           STORM 100-Yr    

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)
    23.418      2.47      2.47      2.47      2.47      2.47      2.47      2.47
    23.462      2.47      2.47      2.46      2.46      2.46      2.46      2.46
    23.506      2.46      2.46      2.46      2.46      2.46      2.46      2.46
    23.550      2.46      2.46      2.46      2.45      2.45      2.45      2.45
    23.594      2.45      2.45      2.45      2.45      2.45      2.45      2.45
    23.639      2.45      2.45      2.45      2.45      2.45      2.44      2.44
    23.683      2.44      2.44      2.44      2.44      2.44      2.44      2.44
    23.727      2.44      2.44      2.44      2.44      2.44      2.43      2.43
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   Line    
Start Time   ------------ Flow Values @ time increment of  0.006 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

    23.771      2.43      2.43      2.43      2.43      2.43      2.43      2.43
    23.816      2.43      2.43      2.43      2.43      2.43      2.43      2.43
    23.860      2.42      2.42      2.42      2.42      2.42      2.42      2.42
    23.904      2.42      2.42      2.42      2.42      2.42      2.42      2.41
    23.948      2.41      2.41      2.41      2.41      2.41      2.41      2.41
    23.992      2.41      2.41      2.41      2.41      2.41      2.41      2.41
    24.037      2.41      2.40      2.40      2.40      2.39      2.39      2.38
    24.081      2.36      2.34      2.32      2.29      2.26      2.22      2.17
    24.125      2.11      2.05      1.98      1.90      1.83      1.74      1.65
    24.169      1.57      1.48      1.38      1.29      1.20      1.12      1.03
    24.213      0.95      0.86      0.78      0.71      0.64      0.57      0.51
    24.258      0.45      0.40      0.35      0.30      0.26      0.22      0.18
    24.302      0.14      0.09      0.05                                        

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)

Area 1        0.022                6.256               11.96    122.13   5581.58

   Line    
Start Time   ------------ Flow Values @ time increment of  0.009 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     5.199      0.05      0.05      0.06      0.06      0.06      0.06      0.06
     5.264      0.07      0.07      0.07      0.07      0.07      0.08      0.08
     5.329      0.08      0.08      0.08      0.09      0.09      0.09      0.09
     5.394      0.09      0.10      0.10      0.10      0.10      0.10      0.11
     5.459      0.11      0.11      0.11      0.11      0.12      0.12      0.12
     5.524      0.12      0.12      0.13      0.13      0.13      0.13      0.14
     5.589      0.14      0.14      0.14      0.14      0.15      0.15      0.15
     5.654      0.15      0.15      0.16      0.16      0.16      0.16      0.17
     5.719      0.17      0.17      0.17      0.17      0.18      0.18      0.18
     5.784      0.18      0.19      0.19      0.19      0.19      0.19      0.20
     5.849      0.20      0.20      0.20      0.21      0.21      0.21      0.21
     5.914      0.21      0.22      0.22      0.22      0.22      0.23      0.23
     5.979      0.23      0.23      0.23      0.24      0.24      0.24      0.24
     6.044      0.25      0.25      0.25      0.25      0.26      0.26      0.26
     6.109      0.26      0.26      0.27      0.27      0.27      0.27      0.28
     6.174      0.28      0.28      0.28      0.29      0.29      0.29      0.29
     6.238      0.30      0.30      0.30      0.30      0.30      0.31      0.31
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                          Name of printed page file:
                              TR20.out                                      (continued)

                                           STORM 100-Yr    

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)

OUTLET        0.063                6.251               12.05    331.00   5295.22

   Line    
Start Time   ------------ Flow Values @ time increment of  0.006 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     5.544      0.06      0.08      0.15      0.20      0.23      0.26      0.28
     5.588      0.29      0.30      0.31      0.32      0.33      0.33      0.34
     5.632      0.34      0.35      0.35      0.36      0.36      0.36      0.37
     5.677      0.37      0.37      0.38      0.38      0.39      0.39      0.39
     5.721      0.40      0.40      0.41      0.41      0.41      0.42      0.42
     5.765      0.43      0.43      0.43      0.44      0.44      0.44      0.45
     5.809      0.45      0.46      0.46      0.46      0.47      0.47      0.48
     5.853      0.48      0.48      0.49      0.49      0.50      0.50      0.50
     5.898      0.51      0.51      0.52      0.52      0.52      0.53      0.53
     5.942      0.54      0.54      0.54      0.55      0.55      0.56      0.56
     5.986      0.56      0.57      0.57      0.58      0.58      0.58      0.59
     6.030      0.59      0.60      0.60      0.60      0.61      0.61      0.62
     6.074      0.62      0.63      0.63      0.63      0.64      0.64      0.65
     6.119      0.65      0.65      0.66      0.66      0.67      0.67      0.67
     6.163      0.68      0.68      0.69      0.69      0.70      0.70      0.70
     6.207      0.71      0.71      0.72      0.72      0.73      0.73      0.73
     6.251      0.74      0.74      0.75      0.75      0.75      0.76      0.76
     6.296      0.77      0.77      0.78      0.78      0.78      0.79      0.79
     6.340      0.80      0.80      0.81      0.81      0.81      0.82      0.82
     6.384      0.83      0.83      0.84      0.84      0.84      0.85      0.85
     6.428      0.86      0.86      0.87      0.87      0.87      0.88      0.88
     6.472      0.89      0.89      0.90      0.90      0.90      0.91      0.91
     6.517      0.92      0.92      0.93      0.93      0.94      0.94      0.94
     6.561      0.95      0.95      0.96      0.96      0.97      0.97      0.97
     6.605      0.98      0.98      0.99      0.99      1.00      1.00      1.01
     6.649      1.01      1.01      1.02      1.02      1.03      1.03      1.04
     6.693      1.04      1.05      1.05      1.05      1.06      1.06      1.07
     6.738      1.07      1.08      1.08      1.09      1.09      1.10      1.10
     6.782      1.10      1.11      1.11      1.12      1.12      1.13      1.13
     6.826      1.14      1.14      1.14      1.15      1.15      1.16      1.16
     6.870      1.17      1.17      1.18      1.18      1.19      1.19      1.20
     6.914      1.20      1.20      1.21      1.21      1.22      1.22      1.23
     6.959      1.23      1.24      1.24      1.25      1.25      1.25      1.26
     7.003      1.26      1.27      1.27      1.28      1.28      1.29      1.29
     7.047      1.30      1.30      1.31      1.31      1.32      1.32      1.32
 
WinTR-20 Version 1.0                Page 148                   09/20/2011 10:02 

                                    35107130                                    
                      Final Cover System Stormwater Runoff                      

   Line    
Start Time   ------------ Flow Values @ time increment of  0.006 hr ------------
      (hr)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

     7.091      1.33      1.33      1.34      1.34      1.35      1.35      1.36
     7.136      1.36      1.37      1.37      1.38      1.38      1.39      1.39
     7.180      1.39      1.40      1.40      1.41      1.41      1.42      1.42
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                          Name of printed page file:
                              TR20.out                                      (continued)

                                           STORM 100-Yr    

Area or    Drainage  Rain Gage     Runoff   ------------ Peak Flow ------------
 Reach       Area      ID or       Amount   Elevation   Time      Rate      Rate
Identifier  (sq mi)   Location      (in)      (ft)      (hr)     (cfs)     (csm)
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 Area or    Drainage              ----------- Peak Flow by Storm -----------
  Reach       Area   Alternate      25-Yr    100-Yr                              
Identifier   (sq mi)               (cfs)     (cfs)     (cfs)     (cfs)     (cfs)

Area 1         0.02                 92.2     122.1                              
Area 2         0.01                 46.6      61.7                              
Area 3         0.03                105.2     139.3                              
Area 4    0.469E-02                 21.4      28.3                              
N Ditch        0.02                 92.2     122.1                              
DOWNSTREAM                          89.2     118.0                              
W Ditch   0.469E-02                 21.4      28.3                              
DOWNSTREAM                          20.0      26.5                              
SE Ditch       0.04                167.2     222.0                              
DOWNSTREAM                         161.7     214.2                              
OUTLET         0.06                250.0     331.0                              
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APPENDIX 3: PLAN REVIEW LOG
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Plan Review and Changes in Facility Configuration

Scheduled reviews and Plan amendments shall be recorded in the Plan Review Log below.  This
log must be completed even if no amendment is made to the Plan as a result of the review.

By Date Amendment
Description

P.E. certification
required? P.E. Name Licensing State:

Registration No.

Terracon
Consultants 10/16/2016 Initial Plan Yes F. Owen Carpenter Oklahoma P.E.

No. 23514

Terracon
Consultants 9/10/2021 Five-year review Yes F. Owen Carpenter Oklahoma P.E.

No. 23514

Terracon
Consultants 2/6/2026 Revised Plan Yes F. Owen Carpenter Oklahoma P.E.

No. 23514
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Professional Engineer Certification Page 
 
The undersigned licensed Professional Engineer (P.E.) attests that this Run-on and Run-off 
Control Plan has been revised in accordance with good engineering practice, including 
consideration of applicable industry standards.  It is the opinion of the undersigned that this Run-
on and Run-off Control Plan meets the requirements of OAC 552:517-13-2.  This certification in 
no way relieves the owner or operator of the facility of his/her duty to fully implement this Plan.  
 
Engineer:  F. Owen Carpenter, P.E. P.G.  
Registration  
Number:  23514 (Expires 31-OCT-27)__ 
 
CA Number:  4531 (Expires 06/30/2027)_  _    
 
State:   Oklahoma________________ 
 
Date:   August 24, 2026___________   
        
         Expires 31-OCT-27 
 
P.E. certification is required for the original Plan and Plan reviews and amendments.  
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